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Section 3:
From the September earthquake
to the February earthquake
3.1 The Canterbury earthquakes
The Royal Commission has conducted investigations
into the nature and characteristics of the Canterbury
earthquakes, with a particular focus on the earthquakes
on 4 September 2010, 26 December 2010, 22 February
2011 and 13 June 2011. Submissions were invited
on the issue of seismicity, which was addressed in a
hearing in October 2011.
Section 2 of Volume 1 describes the nature and severity
of the earthquakes. As stated in section 2.7.1.1 of
that section, the peak ground accelerations in central
Christchurch during the September earthquake were
close to those that would have been used to design
new buildings under the current Earthquake Actions
Standard, NZS 1170.5:20041. With some qualiﬁcations
(which are stated in that section of the Report), the
shaking experienced in the Christchurch Central
Business District (CBD) was generally comparable to
that anticipated for a 500-year return period earthquake
on the Class D soils that are found there.
Dr Brendon Bradley, who is a lecturer at Canterbury
University and has a seismic engineering consultancy,
was called by Dr Reay and ARCL to give evidence
about the ground motions associated with the
earthquakes. He had earlier provided a report at the
request of the Royal Commission, Ground Motion and
Seismicity Aspects of the 4 September 2010 Darﬁeld
and 22 February 2011 Christchurch Earthquakes:
Technical Paper prepared for the Canterbury
Earthquakes Royal Commission2. The Royal Commission’s
consideration of the failure of the CTV building has
been against the background of all of the reports and
evidence received in relation to seismicity and discussed
in Volume 1 section 2 as well as Dr Bradley’s evidence
in the CTV hearing. This is discussed in section 5.4.4.
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3.2 The September earthquake
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CTV building
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Figure 31: Location of seismic measuring stations and predominant direction of ground accelerations at the site of
each location in the September earthquake. The location of the CTV site is also shown

On 4 September 2010, at 4:35am, an earthquake
of 7.1Mw struck Christchurch and the surrounding
Canterbury region. Its epicentre was about 40km west
of Christchurch on a previously unknown fault beneath
the Canterbury Plains. GNS Science advised in its
report that this was a rare event that had occurred in an
area where previous seismic activity was relatively low
for New Zealand.
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3.3 Observations of damage between
the September and Boxing Day
earthquakes
The Royal Commission heard evidence from a number
of witnesses about their observations of damage to the
CTV building after the September earthquake. As explained
in section 1, the ﬁrst two levels of the building were
occupied by CTV. A number of CTV staff gave evidence.
Mr Peter Brown worked as a technical engineer until
he retired in December 2010. Ms Penelope Spencer
was a production assistant. Mr Tom Hawker was a
Presentation Director whose desk was located in the
presentation room which was approximately in the
centre of level 2. Mr Malcolm Harris, who sat adjacent
to the western wall on level 2, was a Sales Manager.
Mr Simon Thomas was an Account Manager whose
desk was in the south-western corner of level 2.
King’s Education occupied level 4. Ms Margaret Aydon
joined as Operational Manager in October 2010. Her
ofﬁce was near the lifts. Mr Ron Godkin, who was a
tutor in healthcare, was also the Health and Safety
Ofﬁcer for King’s Education. Ms Marie-Claire Brehaut
carried out administration duties, design work and
course development.
Ms Phillippa Lee was the sole survivor from The Clinic,
which was on level 5. She was a receptionist and her
desk was in the reception area in the north-east corner
of that level.

ﬂoor plan as an internal room rather than along the
shear wall it is likely the position of this room in his plan
is incorrect and this is the same crack referred to by
Mr Brown and Ms Spencer.

North wall
Mr Brown said cracks approximately two metres in
length appeared in the northern wall of the carpark
along the join where the concrete blocks met the
ceiling. He was not sure what caused the cracks but
wondered whether they were a result of aftershocks.
He said they appeared to get worse over time.

3.3.2 Level 2
Western wall
Mr Harris, Mr Thomas and Mr Brown all referred to
damage along the western wall. Mr Harris said there
were approximately 15 to 20 very noticeable cracks
running roughly from ﬂoor to ceiling. He said daylight
could be seen through some of them. Mr Thomas and
Mr Brown both recalled two cracks in the western wall:
one ran alongside a pillar, the other was in the southwestern corner. Mr Brown conﬁrmed the cracks were
in the structural wall rather than plasterboard. Both
cracks ran from close to the roof to around the middle
of the wall and appeared to increase in size with each
aftershock. Mr Brown said more and more daylight
could be seen through the crack alongside the pillar.
Mr Brown photographed this crack.

Ms Elizabeth Cammock is a counsellor with
Relationship Services (now Relationships Aotearoa),
which occupied part of level 6. Ms Nilgun Kulpe worked
as a counsellor since 2007. Her ofﬁce was adjacent to
the western wall.

3.3.1 Level 1
South wall
Both Mr Brown and Ms Spencer described damage to
the plasterboard along the south wall of Level 1 by the
ﬁre escape. Mr Brown recalled a crack in the wall of the
master control room, which was adjacent to the south
shear wall. The crack was approximately two metres in
length and ran vertically from the ceiling nearly to the
ﬂoor. It could be seen from the outside. Ms Spencer
described numerous cracks in this room, referring in
particular to a diagonal crack that ran up the south
wall about 50cm in length. Mr Hawker also recalled
a crack in the south wall of the master control room.
He described it as a jagged, diagonal crack about
one metre long. Although he marked the room on his

Figure 32: Vertical crack alongside pillar on western
wall of level 2 (source: Peter Brown)

121

Volume 6: Section 3: From the September earthquake to the February earthquake

South wall
Mr Harris recalled that cracks appeared in the ofﬁce
of Ms Joanne (Jo) Giles, a CTV host. These were
described as “numerous” and ran from ﬂoor to ceiling
along the southern wall. Ms Giles would mark the
cracks with a felt pen and add to the number as new
ones appeared.

North wall
Mr Brown photographed two cracks in the north
wall near the stair well. One ran vertically up the
plasterboard under the ceiling and was about 600mm
in length. The other ran vertically from the ceiling about
a metre in length and joined the horizontal crack at
the ceiling.

Figure 34: Replacement of a cracked window in the
eastern wall on level 2 (source: Peter Brown)

Internal
Mr Brown photographed a horizontal crack that
appeared along the ceiling in the north-eastern end
of the building. It was approximately 2m in length and
4mm wide. He said it appeared as though the ceiling
had been forced down because it could be seen that
the plaster board had compressed by about 4mm.

Figure 33: Two cracks in the north wall near the stair
well on level 2 (source: Peter Brown)

Mr Brown described another crack between one of
the pillars and the wall in the north-west corner of the
building which ran from ﬂoor to ceiling. He said it would
have been about 25mm wide after the September
earthquake. He could see daylight through the whole
crack. He was told by colleagues that it increased
slightly in size between September and December.

Eastern wall
Mr Brown, Mr Thomas and Ms Spencer recalled areas
of cracked glass along the eastern wall. The cracks
deteriorated with each aftershock. Mr Brown put
“gaffer” tape across them hoping that this would help
keep the window pane together. The windows were
eventually all replaced. Mr Brown photographed the
replacement of one of them.
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Figure 35: Horizontal crack along the ceiling at the
north-eastern end of level 2 (source: Peter Brown)

Mr Brown and Ms Spencer recalled two vertical
cracks that appeared in an internal wall at the
north-eastern end of the building. Mr Brown
photographed the cracks.
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Mr Godkin expressed his concern over the hump to
Mr John Drew and the engineer at the time of the
second inspection. Mr Godkin said this took place in
late September, so he must have been referring to the
inspection by Mr David Coatsworth, who carried out
inspections at the request of Mr Drew. Mr Godkin said
the engineer told him that all concrete buildings “hump”
between the supporting beams that hold the ﬂoors up
when the concrete dries over the support. Mr Godkin
recalled the engineer telling him the building was doing
what it was meant to do following an earthquake and it
was not a problem. Mr Coatsworth gave evidence that
he spoke to some of the staff at King’s Education about
the “deﬂections in the ﬂoor”. He said he “noticed the
high points over the beams and the sags in between
but would have expected to have seen more signiﬁcant
deﬂections if the ﬂoor had yielded”.
Ms Aydon and Mr Godkin recalled damage to a glass
partition in the canteen on the western side of the ﬂoor
which had been taped with masking tape to stop it from
cracking further. Although Ms Brehaut did not recall the
windows were damaged, she conﬁrmed the window
partitions were taped.

Figure 36: Two vertical cracks in an internal wall in the
north-eastern end of level (source: Peter Brown)

3.3.3 Level 4
Internal
Ms Margaret Aydon, Ms Marie-Claire Brehaut and
Mr Ronald Godkin all gave evidence about the
appearance of a crack in an internal partitioning wall.
Ms Aydon recalled it was approximately 10mm in
width, Mr Godkin estimated its width as 50mm and
Ms Brehaut said it was about 1mm wide. Ms Aydon
said it ran vertically down the pillar, approximately half
its length, while Ms Brehaut said it spanned the entire
length from the ﬂoor to the ceiling. Ms Brehaut said she
had always been able to hear mufﬂed voices between
the rooms, because the walls were so thin, but when
the crack appeared she could hear what was being
said in the next room.
Ms Aydon, Ms Brehaut and Mr Godkin recalled that
the ﬂoor was not level under the reception desk, which
was located opposite the lifts in the vicinity of the
beams on line 3. Mr Godkin said a “hump” appeared
in the ﬂoor following the September earthquake
that appeared to get bigger as aftershocks
continued. Each gave evidence that whenever a pen
was placed on the reception desk it would slowly roll
in a south-east direction.

Western wall
Mr Godkin recalled that a horizontal crack had appeared
in the plaster under a window on the western side of
the building.

South wall
Ms Aydon, Ms Brehaut and Mr Godkin recalled areas
of damaged glass along the south wall. Mr Godkin said
they experienced ongoing damage with the glass along
the south wall and anything that was not reinforced
cracked quite regularly in the aftershocks. The panes
of glass were eventually replaced.

Water leaks
Ms Aydon and Mr Godkin recalled experiencing water
leaks on two separate occasions but it is unclear
precisely when this occurred. Ms Aydon said the ﬁrst
occasion was probably around the middle of October
and the second was some time after Boxing Day.
Mr Godkin said the leaks occurred in early to midJanuary and just before the February earthquake.
On both occasions Mr Drew had the leak ﬁxed.
Mr Godkin said he was advised that it was the result of
work with the heat pumps on the ﬂoor above (level 5).
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3.3.4 Level 5
West wall
Ms Phillippa Lee recalled diagonal cracks coming up
from the ﬂoor along the west wall. The cracks were
visible from about three metres away, some spanning
approximately one metre in length. Ms Lee said one
of her colleagues had put white tape on some of the
cracks but the cracks had grown past the tape by
about 50mm.

3.3.5 Level 6
North wall complex
Ms Elizabeth Cammock and Ms Nilgun Kulpe noticed
cracks on either side of the lifts. The crack on the
eastern wall was of particular concern. Ms Kulpe said it
ran vertically, on a slight diagonal, above and below the
window. It was approximately 1.5m in length.
Several witnesses noticed that one of the columns
outside the lifts was cracked. Mr Leonard Pagan
photographed the damage as part of a walk through
inspection with Mr Drew and Mr Coatsworth.

Figure 37: Cracked column C18 outside the lifts on
level 6 (source: Leonard Pagan)
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3.4 Post-September earthquake rapid
assessments
3.4.1 Introduction
A state of local emergency was declared in
Christchurch on 4 September 2010 under section 68
of the Civil Defence Emergency Management Act 2002.
The Christchurch City Council (CCC) initiated
a civil defence emergency management response.
The state of local emergency continued until midday
on 16 September.
From 5 September, the CCC sent teams out to
undertake Level 1 Rapid Assessments of commercial
parts of the CBD. This was an exterior inspection to
look for obvious signs of damage, immediate dangers
or buildings where further investigations were required.
The typical teams of three included at least one CCC
ofﬁcer who was usually accompanied by a structural
engineer. There is a detailed discussion of the processes
followed in section 2.3.3 of Volume 7 of our Report.

3.4.2 Level 1 Rapid Assessment following the
September earthquake
A Level 1 Rapid Assessment of the CTV building was
conducted on the afternoon of 5 September. The
inspection team comprised Mr Peter Van der Zee from
the CCC, Mr Richard Sullivan who was a Chartered
Professional Engineer, a USAR ofﬁcer who has not
been able to be identiﬁed and one other person, also
unidentiﬁed. Mr Van der Zee is a CCC building consent
ofﬁcer who had three years’ experience in that role
at the time but no experience in building inspection.
He completed a Level 1 Rapid Assessment form after
consultation with the others in the team, recording that
the estimated overall building damage was “None”.
They allocated a green placard and completed a form
recording, “No restriction on use or occupancy”.
The form noted that the inspection was brief and that
no apparent structural or other safety hazards had
been found. However, the wording on the green
placard encouraged the owner to “obtain a detailed
structural engineering assessment of the building as
soon as possible”.
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Green placard

Green placard

Figure 38: Photographs taken from respectively the south-east and the south of the CTV building by Richard Sullivan
on 5 September 2010. The green placard can be seen on the main entrance door
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Mr Van der Zee could not remember the inspection
of the CTV building and had to rely on the content of
the form he completed on 5 September when giving
evidence. During cross-examination he said he had
no training in post-earthquake building assessments
before the September earthquake, nor had the majority
of CCC building ofﬁcers who carried out assessments at
that time. However, they received some training after the
4 September earthquake which consisted of morning
brieﬁngs on 5 September and the days that followed.
Mr Van der Zee believed this training was adequate for
him to understand the purpose of the Level 1 Rapid
Assessments that he was undertaking. He said that
training before the earthquake would not have assisted
because they were looking for obvious signs of damage
and hazards and were not thinking “too much further
down the track”. However, he was not aware of the
CCC policy about when Level 2 Rapid Assessments
were required and relied on the CCC Building Evaluation
Team to initiate further action if necessary once they
reviewed the Level 1 Rapid Assessment form.
Mr Sullivan did not recall details of the inspection
other than that the team looked at the east and south
elevations of the building, as shown in his photographs,
and that they approved the allocation of a green placard.
We discuss the process used to determine when a
building would receive a Level 2 Rapid Assessment in
section 2.3.3.2.2 of Volume 7.

3.4.3 Level 2 Rapid Assessment on 7 September
Mr Stephen McCarthy was one of the Building
Evaluation Managers in the Christchurch City
Emergency Operations Centre during the state of
emergency. On 7 September, he asked three CCC
building ofﬁcers to undertake assessments on three
buildings urgently, one of which was the CTV building.
The three ofﬁcers were Mr David Flewellen, a senior
building inspector with 26 years’ experience,
Mr Russell Simson, a building consent ofﬁcer with
18 years’ experience (12 of which were as a building
inspector), and Mr Graham Calvert, a senior building
support ofﬁcer who primarily dealt with weathertight
home claims against the CCC, but who also had two or
three years’ experience as a building inspector for the
CCC and three years’ experience as a residential
building inspector working for a Building Certiﬁer.
Mr Flewellen, Mr Simson and Mr Calvert were each
separately represented at the Royal Commission hearing.
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Mr McCarthy was responsible for assigning groups
to inspect buildings in a speciﬁc area. He said that
occasionally a request would come in to inspect a
speciﬁc property. Although Mr McCarthy was unable to
recall details he conﬁrmed that the CCC had received a
request to inspect the CTV building. He speculated that
the request may have come from the building manager
or owner.
It is not certain what instructions were given to
Mr Flewellen, Mr Simson and Mr Calvert and whether
they were being directed to carry out a Level 1 or
Level 2 Rapid Assessment or something different.
Mr Flewellen recalled Mr McCarthy explaining to him
that there was an urgent need to assess three particular
buildings, the CTV building being one of them. He said
it was implicit in what Mr McCarthy said that, despite
the unavailability of an engineer, he was conﬁdent that
the three ofﬁcials had sufﬁcient experience to conduct
the rapid assessments themselves. Mr Flewellen said
there was really no choice but to conduct those rapid
assessments if they were to be done at all.
Initially Mr McCarthy could not recall the events
surrounding the assessment but was reminded after
reading Mr Flewellen’s evidence. With this assistance,
Mr McCarthy remembered sending the three
ofﬁcials out to inspect buildings, although he could
not remember assigning them to the CTV building
speciﬁcally. He said the request came in after all
available engineers had been dispatched elsewhere.
However, he was conﬁdent he would have told the
three ofﬁcials that engineers were available and if
necessary one could be sent to the building later that
day. He recalled telling Mr Flewellen that if there were
any issues then they should request that an engineer
inspect the building.
Justice Cooper put to Mr McCarthy that, because no
engineer was available, he must have been sending
the three ofﬁcials out to undertake a Level 1 Rapid
Assessment. Mr McCarthy said it was likely they were
being sent out to give advice to the owner of the
buildings about their responsibilities and it may not
have been necessary for them to do an assessment at
all. He suggested that the main outcome of their visit
was that they advised the owner to engage an engineer.
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After carrying out external inspections on the other two
buildings, the CCC ofﬁcers arrived at the CTV building
to ﬁnd that a green placard had already been placed on
the building. Neither Mr Flewellen nor Mr Simson knew
there had already been a Level 1 Rapid Assessment of
the building before their arrival. Mr Flewellen assumed
that the purpose of their visit was to put a placard on
the building. It is unclear whether Mr Flewellen came to
this conclusion because of something Mr McCarthy told
him or because there was no engineer present in their
group. Mr Calvert gave evidence that he realised that a
previous assessment had been done when he saw the
green placard on the front door. However he could not
recall whether they had been told to carry out a Level 2
Rapid Assessment.
It seems that the green placard placed as a result of
the Level 1 Rapid Assessment had already led to at
least partial occupation of the building. The ofﬁcials
approached the CTV receptionist on the ground ﬂoor,
explained who they were and the purpose of their
visit and asked to meet the building manager. They
proceeded through the ground ﬂoor and met a man at
the stairwell they presumed to be the building manager.
The identity of that person is not known but it does
not appear to have been Mr Drew, who was acting
as building manager at that time. It is possible that
it was Mr Murray Wood, the manager of CTV, who,
according to Mr Drew, occupied a lead role in “the
building’s affairs” and knew whatever was going on in
the building.
The building manager explained to them that a Level 1
Rapid Assessment had already been carried out.
Mr Calvert, Mr Flewellen and Mr Simson knew that a
Level 2 Rapid Assessment should be carried out by an
engineer. However, Mr Simson said they decided to
check through the building to do their “bit for the war
effort… have a look through and see if there was
anything obvious” while they were there. Mr Flewellen
said it was at this point that he realised the assessment
was “outside our scope due to its complexity” and an
engineer’s assessment “was plainly going to be
required”. Despite this, he said they decided to “look
upstairs in the building where possible to see whether
there was … any damage evident”.

The recollections of the CCC ofﬁcers were not entirely
consistent. This might be due to the passage of time
and the fact that this was just one building of many that
each inspected in the days following the September
earthquake. Mr Calvert remained on the ground ﬂoor
and inspected that ﬂoor. He remembered seeing
damage, which may have been broken panes of glass
or cosmetic damage, but nothing that caused him
any concern.
Mr Flewellen inspected the stairwell up to the top ﬂoor
and at least one tenancy on an upper ﬂoor for which
the manager had keys. He saw vertical cracks in the
plasterboard within the tenancy which he described as
minor. He saw no damage within the stairwell, which
he recognised as the “structural core of the building”.
He did not observe any structural abnormalities to the
connections between the columns and the ﬂoor slab
or in the connections between the stair shaft and the
ﬂoor slab.
Mr Simson did not remember going further up the
stairs than the ﬁrst landing. He did not recall seeing
any cracks in the plasterboard or any broken windows
during the inspection.
Mr Flewellen gave evidence that he and Mr Simson
inspected four or ﬁve columns in the covered carpark,
checking their connections to the ﬂoor beams. They
also checked the connections between the stair shaft
and the ﬂoor slab. They concluded that there were
no structural abnormalities or structural damage.
Mr Flewellen and Mr Simson also examined a gap in
the stairwell in the north wall complex. Mr Flewellen
said it was at the bottom of the stairwell, while
Mr Simson said it was on the landing between levels
1 and 2 (see Figure 39). Both said they gained access
to the underside of where the gap was. Mr Flewellen
concluded the gap was the result of the boxing or form
work at the time of construction and was not caused by
earthquake movement. He said Mr Simson accepted
this assessment.
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Figure 39: Cross-section of the stairwell in the north
wall complex

The CCC ofﬁcers decided to recommend to the building
manager that he engage an engineer to undertake
an independent assessment. Mr Flewellen said that
recommendation was made because the building was
outside their scope and because they did not have an
engineer with them.
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Mr Simson said he formed the opinion that an engineer
should be engaged due to the gap that he saw in
the stairs, the fact they were unable to access all of
the ﬂoors, the size and complexity of the building
and the method of construction. He said their overall
assessment was that an engineer should inspect
the building. During cross-examination by counsel
assisting, Mr Simson said they did not carry out a
Level 2 Rapid Assessment for two reasons: the
absence of an engineer in their team and the lack of
access to every part of the building. He accepted that
regardless of whether they had an engineer with them
they would not have been able to complete the
Level 2 Rapid Assessment because of this limited
access. Mr Calvert said that, because there could be
cracks in the foundations or other hidden damage, they
were instructed by the CCC to tell owners and occupiers
to engage their own independent engineer to obtain a
thorough assessment.
Mr Simson said he spoke to both the CTV receptionist
and the man they believed to be the building manager.
Mr Simson said he explained the need to get an
engineer’s assessment urgently due to the size and
complexity of the building. Mr Simson recalled telling
him it might be best if everyone left the building until
it was deemed safe. He said the man told him that he
would get it checked immediately.
The three ofﬁcers decided to issue a green placard
because they did not see any obvious damage and
they were conﬁdent that the person they spoke to had
understood the importance of obtaining an independent
engineering inspection. Mr Calvert completed the
Level 2 Rapid Assessment form (see Figure 40). He
noted the building already had a green sticker and
circled “inspected Green G2” on the form which meant
“occupiable repairs required”. Mr Calvert believed he
may have taken this to mean the appropriate category
was green, second inspection and was therefore circled
in error. This indicates a lack of understanding of the
rapid assessment process and what the forms required.
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Figure 40: The ﬁrst page of the Level 2 Rapid Assessment form completed by Mr Calvert on 7 September 2010

We note that Mr Calvert did not indicate on the form
that the inspection was conducted without an engineer
present, nor did he note that there should be a followup engineering inspection. He recorded that the
assessment was completed by “3 CCC senior ofﬁcials”
but was unable to explain why their seniority was noted.

Mr Flewellen said “we hadn’t seen anything structurally
that alerted us…that the building couldn’t withstand…
a similar event”. He agreed that the allocation of a
green placard meant that any part of the building
could be occupied.
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3.4.4 Issues with the Level 2 Rapid
Assessment on 7 September 2010
The days following the 4 September 2010 earthquake
were difﬁcult for the CCC and its employees. Much of
the city was damaged and there were many buildings
to assess. Approximately 1236 commercial buildings
and 6686 residential buildings were evaluated and most
of these evaluations took place in the ﬁrst week following
the earthquake. CCC ofﬁcers and employees worked
hard during this time, even though many must have
experienced their own personal difﬁculties resulting from
the earthquake and ongoing aftershocks. However, there
were some shortcomings in relation to the assessment of
the CTV building on 7 September 2010.

3.4.4.1 Absence of an engineer
A Level 2 Rapid Assessment involves a visual, damagebased assessment of the interior and exterior of the
building. The New Zealand Society of Earthquake
Engineers’ Guidelines3 provided that an engineer
should conduct all Level 2 Rapid Assessments. An
overview of these guidelines is given in section 2.3.1 of
Volume 7 of the Report. For a high-rise structure with
some structural complexity such as the CTV building,
an engineer’s assessment was necessary.
Mr Flewellen said he conducted numerous rapid
assessments on 4, 5 and 6 September with an engineer
and that it was “out of the ordinary” to be directed to
conduct the CTV assessment without an engineer.
Similarly, Mr Simson agreed that it was a “ﬁxed rule”
that a Level 2 Rapid Assessment required an engineer
to be in the group. While Mr Calvert’s evidence was that
engineers were not always on the assessment teams,
he was not aware of any other cases where the
assessments carried out without an engineer were
Level 2 Rapid Assessments.
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Mr McCarthy gave evidence that, as far as he was
aware, the Level 2 Rapid Assessment carried out on the
CTV building was the only exception to the requirement
to have an engineer present. We are not aware of any
evidence to the contrary as far as processes followed
after the September earthquake are concerned.
However, it is unfortunate that the Level 2 Rapid
Assessment of the CTV building on 7 September 2010
was conducted without an engineer. This should not
have occurred.

3.4.4.2 Lack of clear instructions
The CCC ofﬁcers were sent out without a clear
understanding of what they were being sent to do. They
should have been given clear instructions about what
they were to do at the CTV building, including whether
it was appropriate for them to consider allocating a
placard to the building. The lack of clear instructions
resulted in their decision to treat the visit as a
Level 2 Rapid Assessment and to conﬁrm the allocation
of a green placard, even though an engineer had not
assessed the building.

3.4.4.3 Allocation of a green placard
Despite the absence of an engineer, the CCC ofﬁcers
carried out an internal inspection of a limited portion of
the building and then conﬁrmed the green placard (see
Figure 41). They should not have done so. Instead, they
should have made it clear to the occupants that they
did not have the expertise or information to conduct a
Level 2 Rapid Assessment.
In summary, the inspection carried out on 7 September
did not conform to the requirements of a Level 2 Rapid
Assessment and should not have been so classiﬁed on
the assessment forms.
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Figure 41: The standard green placard form

We heard evidence that there was a perception among
occupants of the building, including the building
manager Mr Drew, that the green placard indicated that
the building was “safe to occupy”. King’s Education
reported in its newsletter that:
Civil Defence engineers inspected the structure
and have informed us that it is safe to enter. They
have also advised us to get the school underway
again as quickly as possible so that things can
return to normal.

Within an hour of the inspection on 7 September 2010
Mr Wood, the CTV Manager, wrote in an email to CTV
staff, “We have just had an internal inspection of the
building from 3 engineers and they have found that this
building is in good condition and is deemed habitable”.
We discuss the public understanding of the meaning of
placards in section 2.4.1 of Volume 7 of the Report.
Although Mr Drew said in evidence that he placed
“signiﬁcant reliance” on the fact the building had
been allocated a green placard, he understood that it
was recommended building owners obtain their own
inspection. However this was not a legal requirement
and if a private inspection had not been obtained,
occupation of the building could have continued
on the basis of the green placard. We discuss the

management of buildings after a state of emergency
in section 2.6.2 of Volume 7 of the Report.
Mr Calvert, Mr Flewellen and Mr Simson were all
asked when giving evidence why the building was
given a green placard when this was inconsistent with
their recommendation that the building should be
inspected by an engineer. Mr Calvert accepted that the
recommendation for an engineering assessment to be
carried out should have been entered on the form.
Mr Flewellen said their objective was to get an engineer
into the building and although a yellow sticker would
have ensured the owner had to do this it would have
closed the building pending that inspection. They
had no reason to believe the building was unsafe for
occupancy in the meantime. However Mr Simson
said that, in hindsight, “we should have probably at
least put a yellow sticker on the building”. A yellow
placard would have restricted access to the building
until the damage that resulted in the decision to place
this placard had been addressed. He said that the
distinction between the different placards was still
“blurred” at this point. International building safety
evaluation literature notes that building assessors
sometimes have difﬁculties understanding when to
place a yellow placard.
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Mr McCarthy did not know that a Level 2 Rapid
Assessment had been carried out. He did not follow
up the assessment because they were dealing with
“many, many thousands of jobs in the middle of an
emergency”. His expectation was that the three ofﬁcers
would come back to him if there was an issue. He said
that the primary outcome of their visit was to instruct
the building owner to engage an engineer to undertake
a proper structural survey of the building. However
Mr McCarthy said they should have ensured an
engineer inspected the building once they realised a
Level 2 Rapid Assessment was required instead of
allocating a green placard. He said it was unsatisfactory
for a green placard to be placed on a building on
the basis that the owner was going to arrange for an
engineer to inspect the building in the future.
Counsel assisting submitted that the CCC relying on a
building owner to arrange an engineering inspection was
“inappropriate and potentially dangerous”. In response,
counsel for the CCC emphasised the context. At the
time of their visit, only three days had elapsed since the
September earthquake, aftershocks were ongoing and
there was widespread damage across the city. The CCC
was receiving many requests from both commercial and
residential building owners for assistance. These requests
had to be prioritised and a large number of CCC staff and
volunteers had to be managed and allocated to the more
urgent response efforts.
When the three ofﬁcers arrived at the building it was
already occupied and a Level 1 Rapid Assessment
had been carried out. Counsel for the three ofﬁcers
submitted that at this point it was logical for them to
assume they were to carry out a Level 2 Rapid
Assessment, and as employees tasked with a speciﬁc
purpose, they were carrying out their instructions.
Counsel for CCC submitted that, although they were
aware that a Level 2 Rapid Assessment would normally
require an engineer, the ofﬁcers made the decision to
check the building for any obvious signs of damage.
Mr Calvert stated in evidence, and we accept that, if the
three ofﬁcers had seen any signs of signiﬁcant damage
at that stage, they would have told the occupants to get
out of the building straight away. In addition to this
visual inspection, they also discussed with the “building
manager” and the receptionist whether they had any
speciﬁc concerns about any areas of the building.
Mr Calvert’s evidence was that they did not indicate any
areas of concern.
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Counsel for the CCC and counsel for the three ofﬁcers
noted that the ofﬁcers carried out an assessment of
the parts of the building they could access and did not
see any signs of signiﬁcant damage. They checked
with two occupants of the building whether they were
aware of any issues and they impressed upon everyone
they met in the building that an engineer’s assessment
was required. Counsel for the ofﬁcers also noted that
there was no evidence that they missed anything of
signiﬁcance in their assessment and referred to the
inspection by Mr Coatsworth later that month, which
was a more detailed assessment by an engineer, which
found no particular cause for concern.
Mr McCarthy also noted that the Level 2 Rapid
Assessment was “superseded” by Mr Coatsworth’s
subsequent inspection. Although it is correct to say that
Mr Coatsworth’s inspection was a more detailed
one, the Level 2 Rapid Assessment for this building
still raises the concerns addressed above. Some of
the building occupants clearly relied on the fact of
the green placard and assumed the Level 2 Rapid
Assessment to be more authoritative than it was.
This can be seen in the email sent by Mr Wood. It was
also the basis on which occupancy was resumed in
the period before Mr Coatsworth’s report was provided
on 6 October 2010.
While the requirement of including an engineer in
Level 2 inspection teams was not met and the visual
inspections did not examine all of the building’s internal
structure, there can be no certainty that if an engineer
had been present that the existing green placard would
have been replaced by a yellow placard.

3.4.4.4 Training
Mr Calvert said he attended a seminar in 2009 about
the Emergency Operations Centre and how this
would operate in a state of emergency. This included
a presentation by Mr David Brunsdon on the rapid
assessment process. It was not something that all
building ofﬁcers were obliged to attend and it was
apparent from the evidence of Mr Calvert, Mr Flewellen
and Mr Simson that they were essentially relying on the
brieﬁngs conducted each morning at the Emergency
Operations Centre. Mr Simson considered that they
“were left to second guess and use [their] combined
experience as to what was safe or otherwise”.
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This lack of training was further highlighted by the
difference in the understanding each had as to the
nature of a Level 2 Rapid Assessment. All three ofﬁcers
accepted that more training before the event would
have been beneﬁcial.
Mr McCarthy agreed that those carrying out rapid
assessments, including the three ofﬁcers, had had
limited training. The system came from the
New Zealand Society of Earthquake Engineering and
was promoted by the Department of Building and
Housing. He said that training to develop a core of
expertise about the inspection systems was left to the
engineers. However, he accepted that the process needs
to be reviewed.
The pre-earthquake training and the post-September 4
brieﬁngs with respect to post-earthquake assessments
were inadequate. There was insufﬁcient clarity about
the requirements for each assessment and the
completion of assessment forms.
We address these issues in more detail in
section 2.4.5.2 of Volume 7 of the Report.

3.4.4.5 Inadequate information systems
When the three building ofﬁcers were sent out on
7 September 2010 they, and Mr McCarthy, were
unaware that there had already been a Level 1 Rapid
Assessment of the building two days earlier.
Mr McCarthy said that he would not have sent the
men to the building if he had known that it required
a Level 2 Rapid Assessment. This illustrates a problem
with the records being kept by the CCC at the time.
It is imperative that an adequate information system
be implemented quickly and effectively following
an earthquake. However we accept the submission
of counsel for the CCC that problems with recordkeeping resulted from the need to manage a vast
amount of information in a timely manner in difﬁcult
circumstances. Following the September earthquake
Level 1 Rapid Assessments had been carried out for
all commercial buildings in the CBD, including the CTV
building, by midday on 6 September 2010. These rapid
assessment forms contained a signiﬁcant amount of
data which had to be recorded electronically, taking
much time and resources.
We discuss the issues with information management
during the Canterbury earthquakes in section 2.5.6
of Volume 7 of our Report.
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3.5 Engineer’s assessment of the
building
3.5.1 Communication between the building
manager and engineer
After the inspection carried out by CCC ofﬁcials on
7 September, the building manager Mr Drew approached
Mr Coatsworth to carry out an inspection of the building.
Mr Coatsworth is a Chartered Professional Engineer
and senior associate with CPG New Zealand Ltd (CPG).
He had 40 years’ experience in structural and civil
engineering at the time. There had not been any previous
contact between Mr Drew and CPG.
Mr Coatsworth sent an email to Mr Drew on
24 September 2010 setting out a proposal for an
inspection of the building which included the following:
Thank you for your time given in discussion with
myself regarding earthquake damage to your
building at 249 Madras Street. I understand that
the building owners are interested in having an
independent structural assessment carried out.
…
I understand that your building is 5 storeys high
and is of reinforced concrete beam and column
construction. It has a double lift shaft and services
shaft. Floors are suspended concrete which
cantilever out at the perimeter of the building
supporting concrete spandrel panels.
With regard to damage I understand that you
have some cracking of internal linings, some
broken windows and a door on the top ﬂoor
that has jammed.
I suggest that we should allow to carry out a
thorough inspection of the building. This would
include viewing the exterior from the ground, from
windows, from the roof and from whatever other
vantage points are available. It would also include
inspecting all visible internal surfaces. I would
propose that we lift ceiling tiles in appropriate
places to inspect under ﬂoor surface, beams
and beam-column joints where possible. For the
purpose of this review I would not suggest removing
internal wall linings unless there is some obvious
reason to want to do this. For instance, if linings
were badly damaged around a column base, then
it would be logical to remove the linings to observe
the structural elements. We would take photos of
any damage and record locations on sketches.
Structural and Architectural drawings of the building
would be very helpful. If these can be made
available, they will help with the understanding of
the structural systems within the building.
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We would then consider the information obtained
form [sic] the inspection and determine if there are
any patterns to the damaged [sic] observed that
would explain any deﬁciencies in the performance
of the building.
We would then prepare a report describing the
building, the damage observed, comment on
reasons for the observed damage and brieﬂy
comment on possible remedial works. Within the
scope of this report we would not anticipate detailing
or specifying repair works. Similarly we have made
no allowance in our estimate for any analysis of
the structure although in the event of signiﬁcant
structural damage it would ultimately be necessary
to carry out structural analysis to determine
strengthening and repair work requirements.

The assessment Mr Coatsworth proposed has been
described in other hearings as a ‘damage-based’ or
‘visual’ assessment. The email noted that it would
only be necessary to carry out a structural analysis if
signiﬁcant structural damage was found. Mr Coatsworth
said in evidence that he advised Mr Drew verbally that
he did not recommend a structural analysis unless
damage was observed. The last paragraph of the email
quoted above is consistent with that. Mr Coatsworth’s
engagement was conﬁrmed in a telephone conversation
on 24 September 2010.

3.5.2 Engineer’s inspection and damage report
Mr Coatsworth’s inspection of the building took place
on September 2010 in the company of Mr Drew and
Mr Leonard Pagan, a quantity surveyor from
Rawlinsons Limited who was to detail repairs that
would be necessary as a result of the damage observed
by Mr Coatsworth. Mr Brown of CTV accompanied
them on the inspection of the ﬁrst two levels.
Mr Coatsworth explained that his visual-based
inspection took around four hours to complete. During
this time he made notes and sketches of damage
and took 109 photographs. He spoke to occupants of
the building who pointed out damage and described
their observations of the building since the September
earthquake. Mr Coatsworth decided independently
where he should look and what he should examine.
Mr Coatsworth explained that the most obvious form
of damage he was looking for was cracking, particularly
in the structural concrete, but also in other surfaces.
He was looking for evidence of alignment divergences,
settlement and separation between structural elements.
Although he did not perform a vertical alignment survey,
he made visual observations of vertical alignment.
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Mr Coatsworth said that he was able to understand the
structural layout of the building. He correctly identiﬁed
the north wall complex and south shear wall as the
lateral load resisting elements, with reinforced concrete
beams and columns resisting gravity loads and
composite concrete topping and steel tray-deck ﬂoors
between the shear walls. He said that he understood
that the connection between the ﬂoor slabs and the
north wall complex was essential to the stability of
the building and for that reason he expressly looked
for cracking in the shear walls and signs of separation
between the ﬂoors and walls. He did not see any
damage which indicated such separation.

To asses the response of the columns and beams to
the earthquake Mr Coatsworth looked for shear and/or
ﬂexural bending or cracking in the concrete at beamcolumn joints or in the columns and beams themselves.
He said that the size of any cracking would indicate
elastic or inelastic movement. He also looked for signs
of compression failure in the columns as a result of
vertical loading. He said he looked at every column
on each ﬂoor. Although he observed some cracking to
columns, he was of the view that none of it indicated
structural damage. On level 6, the ﬁrst column west
of the north-east corner of the building exhibited some
cracking, the appearance of which was accentuated
because the paint had chipped off at the cracks. This
column was referred to in the hearing as column C18
(see Figure 42). Mr Coatsworth’s recollection was
that the cracks were less than 0.2mm in width (see
Figure 44).

Mr Coatsworth observed cracking along construction
joints in the walls and stairwells of the north wall
complex at several ﬂoor levels. He said that these
cracks generally measured less than 0.2mm in width with
a few up to 0.35mm (see Figure 43). While this constituted
minor structural damage, in his view it was not of an
order that would signify yielding of the shear walls.
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Figure 42: Location of column C18 on level 6
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Figure 43: Cracking along construction connections
in the north wall complex (source: David Coatsworth)

Figure 45: Internal beam-column connection under
Level 2 with no evidence of damage
(source: David Coatsworth)

world. He prepared his evidence in conjuction with
Mr Terrence F Paret, a Senior Principal, and Mr Conrad
Paulson, a Principal from the ﬁrm’s Chicago ofﬁce.

Figure 44: Cracking in column C18 adjacent to lift lobby
(source: David Coatsworth)

Mr Coatsworth said he inspected in the order of 70
(of the 120) beam-column joints in the building, namely
all of the exterior columns on lines 1, 4, A and F on
Figure 42 and the interior beam-column joints under
level 2, which were not concealed by a suspended
ceiling (such as that shown in Figure 45). He removed
ceiling tiles at one other level above level 2 and
examined an internal beam-column joint. He did not
see any signs of distress in any of these connections.
Mr Coatsworth observed some ﬁne diagonal cracking
in some beams but nothing that indicated that the steel
had yielded.
Mr Brian Kehoe, a Californian structural engineer, was
called by Mr Weston QC, counsel for Mr Coatsworth, to
give expert evidence on building assessments following
an earthquake. He was well qualiﬁed to do so. He is
Associate Principal of Wiss, Janney, Elstner Associates
Inc, a US ﬁrm of structural engineers, architects and
materials scientists which undertakes earthquake
damage and seismic risk assessments around the
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In cross-examination it was suggested to Mr Coatsworth
that he should have looked at more beam-column
joints in the upper ﬂoors. Mr Kehoe accepted that
Mr Coatsworth could have done this, although he
did not think this necessarily would have altered the
conclusions reached by Mr Coatsworth. We accept
Mr Kehoe’s evidence and note that the beam-column
joints on level 1 bore the greatest axial load and so
were most likely to be affected by the September
earthquake. Mr Coatsworth inspected these and found
no damage.
Professor John Mander was called to give evidence
by Dr Reay and ARCL. Professor Mander is the Zachry
Professor of Design and Construction Integration in the
Department of Civil Engineering at Texas A & M University.
He expressed the view that the “wings” at the end of the
beams (where they met the columns) and the shrinkage
of internal column concrete may have concealed any
damage. Although we accept that is a possibility,
we consider that if there had been any signiﬁcant
damage to the beam-column joints at the time of
Mr Coatsworth’s inspection, it is likely to have been
evident on the exposed portions of the joints.
Mr Coatsworth examined the south shear wall from
level 1 and then from the external ﬁre escape at every
other level. The inside face of the south shear wall was
ﬁnished with a thin coating of gypsum plaster at all
levels except level 1, where it was lined with plaster
board over a timber frame. The exterior of the shear
wall was ﬁnished in a plaster splash coat which made
ﬁne cracking less obvious than on the gypsum plaster
interior walls. However Mr Coatsworth considered that,
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in spite of this coat, cracks in the concrete wall which
might have indicated yielding would have been visible.
He did not see any. He did observe very ﬁne diagonal
hair-line cracking in the gypsum plaster on the inside
of the south wall at level 2.
At level 1 Mr Coatsworth saw signiﬁcant cracks in the
plasterboard lining and also a ﬁne diagonal crack on
the outside of the shear wall. As this crack was ﬁne he
did not consider it indicated structural yielding. Given
that this was the only crack he observed on the outside
of the wall, he considered it unlikely that the south
shear wall behind the linings had been compromised.
However he did remove a ceiling tile from level 1 in
order to inspect a portion of the inside of the shear wall
itself. This enabled him to view the level 2 ﬂoor/shear
wall connections in that location. He reported that these
areas revealed no signs of distress. Mr Coatsworth
recommended the level 2 plaster board linings be
removed to provide further conﬁrmation of whether
there had been any damage to the shear wall.
Counsel for Dr Reay and ARCL submitted that the
ﬂoor slabs may have separated from the south shear
wall in the September earthquake and referred to
a photograph taken by Mr Pagan. We do not think
such separation was likely in September 2010. The
photograph of horizontal cracking in the south wall is
not indicative of a separation between the wall and the
ﬂoor slab but rather cracking in the shear wall itself.
This is likely to have been the result of torsion resisted
by the diagonal reinforcement inducing bond cracks
and out of plane actions due to the eccentricity of the
perimeter beams with respect to the south shear wall.
Mr Coatsworth noted that the ﬂoor construction of
the building consisted of composite concrete topping
in a steel tray-deck system spanning north to south
between concrete beams. He described these types
of ﬂoor systems as “relatively light and ﬂexible” and
said that it was common for them to “exhibit some
deﬂection”. In fact he found that most ﬂoors in the
building had high points over the supporting beams
and sags in between. In Mr Coatsworth’s view this was
not earthquake damage but was common in this type
of construction. He had spoken to some of the staff
at King’s Education about the deﬂections in the ﬂoor.
However Mr Coatsworth was of the view that if the ﬂoor
had yielded this would have resulted in more signiﬁcant
observable deﬂections. In addition, he did not observe
any damage above the ceiling linings in the area where
he removed the ceiling tile at level 1, adjacent to the
south wall. He also removed a ceiling tile from the

level 1 ceiling in the CTV storeroom adjacent to the
stairwell to view the underside of the ﬂoor at level 2
and observed no structural damage.
From his inspection of the non-load bearing concrete
block wall on the western side of the building,
Mr Coatsworth was able to conﬁrm that the block wall
was separated from the columns by a ﬂexible sealant
and did not appear to have sustained any damage
(see Figure 46). He considered that if the block panels
had impacted the columns to any extent there would
be damage to the top corners of the block panels. He
did not see any evidence of this. He did observe some
separation between the block panel and the north-west
corner column on level 2. There was a gap between
the internal framing/lining and the column at this point
through which it was possible to see daylight. From this
it was evident to Mr Coatsworth that the ﬂexible sealant
between the block wall and the concrete column
had fallen out. Although he saw no evidence of any
impact between the block panel and the column, he
recommended further investigation which would have
entailed removing internal linings.

Figure 46: Western concrete block wall
(source: David Coatsworth)

On 6 October 2010 Mr Coatsworth returned to the CTV
building to complete elevation sketches of the inside of
the north wall complex because he had not completed
a full sketch during his initial inspection. He also
rechecked the width of the cracking in these walls.
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Mr Coatsworth explained that it was his normal
practice to discuss any preliminary conclusions from
an inspection with colleagues or other specialists in
relevant ﬁelds. He said this form of peer review was
useful in checking his own opinions. It was a matter
of risk mitigation common across most engineering
practices. Mr Coatsworth spoke to Mr Dene Cook of
Firth Concrete, an expert in concrete performance, and
Professor Desmond Bull of the University of Canterbury,
who was also a practising structural engineer with
considerable expertise in reinforced concrete structures.
Mr Coatsworth also made inquiries with two epoxy
injection repairers and discussed his ﬁndings with two
of his structural engineering colleagues at CPG. In
cross-examination it was suggested to Mr Coatsworth
that his inquiries of these people may have been an
indication that he was uncertain about his conclusions.
He did not accept this. He said he regarded it as a form
of peer review. We accept Mr Coatsworth’s evidence.
Mr Coatsworth’s ﬁndings and conclusions were
provided in an earthquake damage report dated
6 October 2010 that was emailed to Mr Drew on
8 October 2010. In Mr Coatsworth’s view, although the
building showed noticeable damage to non-structural
elements such as linings and ﬁnishings, and some
minor structural damage, there was no evidence of
structural failure.
On 19 October 2010, there was a relatively shallow
aftershock of magnitude 5.0. Mr Coatsworth said
Mr Drew telephoned and asked him to “take another
look at the building” that afternoon, which he did.
Starting at level 1, he had a general look around the
building including walking up the stairs in the north wall
complex. He spoke to the receptionist on level 6. Apart
from two cracks being possibly slightly larger, he saw
no additional damage to the building. Mr Coatsworth
took an additional nine photographs. The cracks he
had previously observed in the column on level 6 did
not appear to have increased. He emailed Mr Drew
that afternoon conﬁrming his ﬁndings and his view that
the building remained structurally sound. (In evidence,
Mr Coatsworth explained that by this he meant the
capacity of the building to resist gravity and lateral
loads had not been signiﬁcantly reduced.) However he
told Mr Drew that it was “inevitable that where cracks
had been caused by the initial earthquake, subsequent
aftershocks could work the connections and open them
further”. He therefore recommended that arrangements
to repair the walls by epoxy injection be made as soon
as practicable.
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That ended Mr Coatsworth’s involvement with the
building. He said he had no further contact with
Mr Drew and was not requested to conduct any
further assessments.
Mr Coatsworth and all of the engineers that gave
evidence carried out damage-based assessments.
The underlying approach was that, if the building did
not appear to have suffered any signiﬁcant structural
damage following the September earthquake (which
was considered to be at about the “design” intensity
to which new buildings would be designed), then it
should be able to survive another earthquake of similar,
or lesser, intensity. This approach also appears to be
international best practice as stated in evidence by
Mr Kehoe. We do not consider that Mr Coatsworth can
be criticised for his inspections of the building. Although
he was not aware of it at the time, the columns and
beam-column joints were not detailed for ductility. With
ductile detailing damage is evident well before collapse
occurs. Without ductile detailing collapse can occur
with little warning. Although this lack of ductile detailing
could have been identiﬁed from the structural drawings,
it would have required close scrutiny to do so.
Mr Coatsworth said that he did not receive any
information from GNS Science or any other source
about the likelihood, location and extent of further
aftershocks. He, like others, did not expect an
aftershock producing greater horizontal ground
accelerations than the September earthquake had
generated in central Christchurch. While GNS Science
could not have predicted the ground accelerations
of the February earthquake, it is vital that in future as
much information as possible is provided to engineers
carrying out post-earthquake inspections. We discuss
this and make recommendations about how and when
to account for aftershocks in section 2.4.3.4 of
Volume 7 of the Report.
As we have said, the damage-based inspection
carried out by Mr Coatsworth was consistent with the
approach of most, if not all, engineers in the aftermath
of the September earthquake. It was not common, or
considered necessary, for engineers to analyse the
structural drawings of a building when carrying out
this type of assessment if the observed damage did
not indicate a need to do so. We deal with the issue of
structural drawings in the following section. However
we are of the view that, in terms of the damage-based
inspections that were being conducted after the
September earthquake, the inspection carried out by
Mr Coatsworth was thorough and competent. Indeed,
of all the inspections we considered in evidence over
the course of the Inquiry, Mr Coatsworth’s was the
most thorough.
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3.5.3 Communication between engineers
and laypeople
Mr Drew said in evidence he wanted an engineer’s
inspection to determine whether the building was safe
to occupy and what repairs were necessary. When it
was put to him that the email of 24 September 2010
did not refer to the phrase “safe to occupy”, Mr Drew
said that he could not speciﬁcally recall saying that
to Mr Coatsworth but believed it had formed part of
their conversation.
Mr Coatsworth said that to the best of his recollection
he was not asked if the building was “safe to occupy”.
He said that, as an engineer, he does not use the term
“safe” because it is too broad and imprecise. However
he did understand that a layperson might construe
a ﬁnding that a building had not been damaged as
meaning that it was safe. While it was not his intention
to imply this, he accepted that he stated in his report
that there were no obvious structural failures and in an
email on 19 October 2010 that the building was still
“structurally sound”. Further, on neither occasion did
he recommend that the building be vacated. He saw
no reason to do so given the limited damage observed
and his conclusion that the capacity of the building to
resist gravity and lateral loads had not been signiﬁcantly
reduced. Mr Coatsworth properly accepted that by
conveying these conclusions he was in effect stating
that the building was safe to occupy.
It is clear that what engineers mean by the word
“safe” and what the general public understands
by it are different. This hearing and earlier hearings
have highlighted the need for clarity in the language
engineers use. Clarity is also required in the
communication of the type and extent of a proposed
engineering assessment. There is a continuum of
inspection methodologies ranging from visual, damagebased assessments to a quantitative structural analysis.
An engineer must sufﬁciently communicate what an
assessment will involve so that the client (and later
users of the building) will be adequately informed of
the nature and extent of the assessment.
An issue was raised in this case as to whether
Mr Coatsworth adequately communicated the inherent
limitations involved in a damage-based assessment to
Mr Drew. As a layperson, Mr Drew was entitled to rely
on Mr Coatsworth to advise him about the appropriate
assessment. In advising Mr Drew that only a damagebased assessment was needed, at least initially, it
would have been preferable for Mr Coatsworth to have
clearly explained what it would and would not include
and the subsequent implications.

Mr Coatsworth accepted that the assessment he
carried out was essentially governed by what he
proposed rather than what he was asked to do.
Given a layperson will usually rely on the advice of
an engineer, this is likely to be a common situation;
hence the need to explain the nature and extent of
an assessment in clear terms. Mr Kehoe agreed that
there should be clear communication about the type
of assessment an engineer has carried out so that the
owner and tenants understand what has been done.
These observations are directed more to lessons that
can be learned rather than criticisms of Mr Coatsworth.
We consider that the way he communicated and the
type of assessment he recommended and then carried
out was common to most engineering assessments in
the post-September earthquake period.

3.5.4 Structural drawings
Before his inspection of the building Mr Coatsworth
asked Mr Drew whether any structural or architectural
drawings of the building were available. Mr Coatsworth
considered these would be useful to familiarise himself
with the structural systems of the building. Mr Drew
did not have the drawings so he put in a request to the
CCC for the building ﬁle. He was told that it might
be some eight weeks before the ﬁle was available.
Mr Coatsworth telephoned the CCC and was told that
the ﬁles were not available because of the disarray in
the ﬁling system following the September earthquake.
He believed he could conduct a meaningful assessment
of the building without the drawings and proceeded
with the inspection. He considered that he was able
to identify the key structural systems from a visual
inspection.
Mr Coatsworth said that he did not make any further
attempts to obtain the drawings after his inspection
and subsequent report as he had not observed any
signiﬁcant structural damage. He said that, had he
found any signiﬁcant damage he would have obtained
the drawings or recommended that the client do
so, since information from the drawings would be
necessary to perform a quantitative analysis of how the
structure had responded to loads experienced in the
September earthquake.
The CCC notiﬁed Mr Drew that the building ﬁle was
available after he received Mr Coatsworth’s report on
8 October. He went to the CCC ofﬁce and noted that
the structural drawings were on the ﬁle. Mr Drew
said that, because Mr Coatsworth’s report had been
completed, he thought that perhaps Mr Coatsworth did
not need the drawings after all or that he had obtained
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them independently to produce the report. However,
Mr Coatsworth’s report stated that he had not sighted
any structural drawings as they were unavailable.
As building manager, Mr Drew can be criticised for not
contacting Mr Coatsworth about the drawings once
they were available, particularly given that he knew
that Mr Coatsworth had wanted to see them but had
not. However such criticism has to be qualiﬁed by the
fact that Mr Coatsworth did not ask Mr Drew to notify
him if the drawings became available. In any event, as
Mr Coatsworth explained, he did not consider that the
drawings were a prerequisite to the damage-based
assessment he carried out.
Counsel for Dr Reay and ARCL submitted that
Mr Coatsworth’s failure to review the structural
drawings was a critical omission. Applying the
standards and procedures that were adopted by most
if not all engineers at that time, we do not consider this
criticism is justiﬁed. However lessons can be learned
for future inspections following a signiﬁcant earthquake.
Mr Coatsworth accepted that the inadequate
connections between the north wall complex and the
ﬂoor slabs would likely have been identiﬁed had he
reviewed the drawings. This may have prompted him to
reconsider the type of inspection he was carrying out or
to conduct a more invasive damage-based inspection.
The difﬁculty with a solely damage-based inspection
of such a building was highlighted by the evidence
of Professor Priestley. He said that, if the reinforcing
mesh in the ﬂoor slab had fractured in the September
earthquake, it was possible that such a crack may have
only been 2mm in width and not observable on a visual
inspection without removing ﬂoor linings. Mr Kehoe
accepted that a crack of 2mm may not have shown up
through the vinyl ﬂoor coverings.
Mr Kehoe gave evidence in support of Mr Coatsworth’s
inspection methodology and conclusions. He said that
such an inspection did not necessarily require access to
structural drawings, although he agreed that if they had
been available for the building they would have shown
Mr Coatsworth that his assumption that the beamcolumn joints were constructed in the standard fashion
with steel reinforcing through the connection was
incorrect. They would also have shown him that there
were issues with the connection between the north wall
complex and the ﬂoor slabs. Although he expressed
the view that the drawings might not have changed Mr
Coatsworth’s opinion, Mr Kehoe agreed that it would be
a good idea to require perusal of structural drawings in
post-earthquake inspections.

140

As we have noted, the majority of engineers in
Mr Coatsworth’s position at that time would have
proceeded in the same way that he did. However we
consider that in future, it is advisable that all inspections
of multi-level buildings that are owner-initiated and
outside the emergency response period should include
a review of the structural drawings if they can be
obtained. However, we note that authorities may not
have drawings of all buildings. In section 2.5.6 of
Volume 7, we discuss the advantages and disadvantages
of storing structural drawings and building records
electronically.
A possible alternative to the need for inspecting
engineers to access structural drawings would be
to implement San Francisco’s Building Occupancy
Resumption Program (BORP). Building owners
registered with this programme contract their own
engineers to assess their building after an earthquake
against previously collated baseline information. We
consider the advantages and disadvantages of this in
section 2.4.6 of Volume 7 of the Report.

3.5.5 Vertical cracks in the lift shaft
Mr Graeme Smith, a qualiﬁed engineer and concrete
repairer, visited the building in early February to provide
a quotation for repair of the cracks identiﬁed in
Mr Coatsworth’s report. We refer to his observations
in section 3.6.7.1. Mr Smith inspected the inside of
the lift shaft and observed horizontal cracks which
corresponded to the cracking that Mr Coatsworth
had observed in the stairwell. Mr Smith also saw two
vertical cracks that ran down the length of the inside
of the north wall of the lift shaft. Although they were
not referred to in the Coatsworth report, Mr Smith said
these cracks did not concern him.
Mr Coatsworth had not examined the inside of the lift
shaft on his inspections. In evidence he said he thought
the vertical cracks might have been construction joints
or blemishes in the form-work. However, we consider
that Mr Smith’s evidence on these cracks was clear.
Further, we think that this type of cracking would
be expected if there was twisting of the north wall
complex, as would be expected in the September or
Boxing Day earthquakes.
Counsel assisting submitted that it was unfortunate that
Mr Coatsworth did not inspect the lift shaft. We do not
consider that there is any basis on which to criticise
Mr Coatsworth for this. Mr Smith obtained access
to the lift shaft because he was trying to determine
whether the cracking observed in the stairwell could be
repaired from inside the lift shaft.
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It was unnecessary for Mr Coatsworth to access the lift
shaft to properly inspect the north wall complex and its
connections to the ﬂoor slabs.

3.5.6 Recommendations not carried out
Mr Coatsworth made two recommendations for further
investigation in his report of 6 October 2010. These
were the removal of the interior strapping and plaster
board lining in the master control room adjacent to the
south shear wall on level 1 and a check of the western
block wall. The ﬁrst was the more important.
Mr Drew said that the plaster board lining was not
removed because he was having discussions with CTV
at that time about vacating the tenancy. Removal of
the plaster board lining in the master control room
would have required shifting equipment essential
to the operation of the studio. Having spoken to
Mr Coatsworth, Mr Drew’s impression was that removal
of the lining was not urgent.
It would have been preferable for Mr Drew to have
ensured that this recommendation was carried out
expeditiously. However, Mr Coatsworth said that he did
not expect the damage to be signiﬁcant and assumed
that his recommendation would be carried out “in time”.
He said that if he had suspected that there was serious
damage he would have removed the lining himself at
the time of his inspection.
Mr Coatsworth said in evidence that around 1 October
2010, following his initial inspection, he telephoned
Mr Drew and advised him that a security fence should
be erected around the bottom of the ﬁre escape on the
south face of the building to prevent injury to people
walking beneath those stairs should plaster fall from
the beam-ends. Mr Drew said that he could not recall
receiving such advice from Mr Coatsworth and it was
not done. We accept that Mr Coatsworth made this
recommendation to Mr Drew. Mr Drew should have
addressed it. Although a compromised ﬁre escape may
have led to the CCC closing the building, even if this
had occurred any closure would almost certainly have
been of short duration. It is very unlikely that it would
have resulted in the building being unoccupied on
22 February 2011.

3.5.7 Cumulative damage and low cycle fatigue
In cross-examination by counsel for Dr Reay and ARCL,
Mr Coatsworth was asked whether he considered the
effects of low cycle fatigue or cumulative damage when
carrying out his inspections. Mr Coatsworth explained
that he did not carry out any calculations to determine
the building’s capacity. Rather, he had proceeded on
the basis that, because he did not believe the building
had been signiﬁcantly damaged, it could withstand
another earthquake of the same or similar magnitude
to the September earthquake. He said he was able
to draw that conclusion without carrying out any
calculations because the limited amount of damage
he observed indicated to him that the structure had
not yielded and therefore its capacity had not been
signiﬁcantly diminished.
In cross-examination Mr Coatsworth also said
that he had considered that there may have been
damage within the building not observed by him and
not capable of being observed without signiﬁcant
investigative tools. Professor Priestley said that crack
widths in columns can be misleading when considering
the behaviour of the columns. He said:
During the earthquakes the crack widths may have
been very much larger but due to the high vertical
loads on the columns these cracks could almost
completely close up when the shaking associated
with the earthquake ceased.

He thought this was a difﬁculty in the assessment of
reinforced concrete buildings that may not have been
fully appreciated in the past.
Dr Bradley, who was called as a witness by Dr Reay
and ARCL, referred to the difﬁculty with a damagebased assessment:
…the lack of observable damage in post earthquake
inspections does not imply that damage did not
actually occur. For example, Professor Priestley…
notes on paragraph 80 of his evidence that crack
widths of only 2mm would be required to fracture
the mesh in order to commence the disconnection
of the ﬂoor diaphragms to the North Core and this
may not have been easily identiﬁed. Analyses for
Compusoft Engineering Ltd, both in the initial report
and revision as part of the NLTHA panel indicate
that such disconnection is likely to have occurred
(speciﬁcally they found disconnection in the case in
which the input ground motion was from the CCCC
station, but no disconnection in the case of using
CBGS ground motion).
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Dr Bradley’s reference to the NLTHA panel relates to
the panel of experts whom we directed to confer about
non-linear time history analysis. This is described in
more detail in sections 5, 6 and 7 of this Volume.
Professor Mander said, “it can be argued that with
the level of observed as well as hidden damage, CTV
building should have been red-stickered” following
the September earthquake. He went on to contend
that, even without inspection by the CCC, because
the September earthquake was a “design level”
earthquake, the building should have been redstickered “by ﬁat” without the need for any inspection.
Mr Kehoe did not agree with this argument. He
considered that buildings normally have more strength
than what they were designed for, so the fact that they
may have experienced a design level event does not
necessarily mean that the event had caused the level
of damage that might be expected when the building
reached its capacity.
In relation to the contention that the building should
have been red stickered without inspection, Mr Kehoe
said this was not something that applied in the United
States and he had never heard of it being promoted
or applied. He made the point that, in order for it to
be applied, inspectors carrying out a Level 1 Rapid
Assessment would need to know what the design level
earthquake was for every building they inspected. He
did not see this as a practical solution.
Professor Mander also raised the issue of eyewitnesses
reporting on what came to be referred to as the
building’s “liveliness”. In his view this should have
served as a signal and conﬁrmation to inspecting
engineers that the building had sustained some
hidden damage.
Mr Coatsworth acknowledged that he spoke to a
number of occupants of the building when he inspected
it on 29 September 2010 and took their observations
into account. He did not go back to the building
after 19 October 2010. However he did comment on
the issue of “liveliness”, saying “I think those sort of
comments are very hard to assess, people’s impression
of movement after an earthquake I think became much
more heightened”.
The whole basis of the assessment conducted by
Mr Coatsworth was that any signiﬁcant structural
damage that was “hidden” would still be apparent
from visible damage to the structure or linings. This
is the test that was generally applied following the
September earthquake and, as was apparent from
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Mr Kehoe’s evidence, the test that is applied in the
United States. Although we cannot be certain that there
was no “hidden” damage, there were no indications
of this to Mr Coatsworth. Given the thoroughness
with which he conducted his visual examination,
we consider it unlikely that any signiﬁcant damage
was present.
However these comments highlight the difﬁculties
with a solely damage-based assessment following a
signiﬁcant earthquake. In our view, while a damagebased assessment is a necessary component of
the rapid assessment process, it cannot be the sole
basis of assessment of whether a building like this
should be occupied in the long term. We discuss the
appropriateness of using damage-based assessments
in section 2.4.3 of Volume 7 of our Report.
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3.6 Boxing Day earthquake
3.6.1 Introduction
On Boxing Day 2010 a sequence of aftershocks, which
are described in Volume 1 of this Report, struck directly
under the Christchurch CBD. Although the magnitudes
of these aftershocks were relatively small, the epicentre
was within the CBD and mostly occurred at depths
of 3.7–7.0km. The sequence began with a moment
magnitude (MW) 4.7 earthquake at 10:30am, followed
by magnitude (ML) 4.6 and 4.7 events later that day.
The initial earthquake was the most damaging and is
referred to as the Boxing Day earthquake. The epicentre
was located 1.8km north-west of the Christchurch
Cathedral at a depth of about 4km.
A civil defence emergency was not declared. From
27 December, the CCC sent teams out to commercial
parts of the CBD to undertake Level 1 Rapid Assessments.
In addition, USAR carried out rapid visual surveys
of buildings.

3.6.2 Level 1 Rapid Assessment following the
Boxing Day earthquake
A Level 1 Rapid Assessment of the CTV building was
conducted on 27 December. The inspection team
included Ms Marie Holland, a CCC building inspector
with a Bachelor of Architectural Design degree. The
other members of her team that day are not known,
however Ms Holland speculated she may have been
joined by Mr Glenn Mackel, also a CCC building
inspector. Ms Holland completed the Level 1 Rapid
Assessment form and allocated a green “Inspected”
sticker. The form made no recommendation for
further action.
Ms Holland was present at the brieﬁngs delivered by
Mr John Buchan of the CCC following the September
earthquake. Those present were instructed to carry out
Level 1 Rapid Assessments to identify any obvious
building damage and/or external hazards which could
pose a danger or risk of injury to members of the
public. She did not receive any training in the rapid
assessment process before this. However she
understood the distinction between the Level 1 and 2
Rapid Assessments. Ms Holland was told to use the
same criteria used during the post-September Level 1
Rapid Assessment process for assessments of
buildings after Boxing Day.
Ms Holland was unable to recall the assessment
of the CTV building but did remember conducting
assessments in the general vicinity. She was shown a
copy of the Level 1 Rapid Assessment form for the CTV
building and was able to conﬁrm that the handwriting
on the form was hers except for the words “CTV” and
“219 Madras Street” (as well as the CSR ﬁling number).
It is not known who wrote the words “CTV” and
“219 Madras Street” on the form. (We note that
normally the CTV building’s address is given as
249 Madras Street in CCC records). The only comment
written on this assessment form refers to an overhead
falling hazard from “glazing” and states, “glazing if
dislodged will fall into self-contained balcony”.
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Figure 47: The Level 1 Rapid Assessment form signed by Ms Marie Holland
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3.6.3 USAR rapid visual survey following the
Boxing Day aftershock
In addition to the CCC external inspection, USAR was
asked to assist with rapid visual surveys of buildings
following the Boxing Day aftershock. Mr Andrew Ayers,
a member of the New Zealand Fire Service and USAR
gave a statement to the Royal Commission dated
21 May 2012 to explain his involvement.
Mr Ayers did not recall who had requested the
assistance of USAR. On 27 December 2011 he carried
out the rapid visual assessment along with a colleague.
He said in his statement:
6. We were tasked to undertake a rapid visual
survey from street level of damage to buildings
to check for any obvious signs of immediate
danger to the public. We were given ‘USAR
Damaged Building Reconnaissance Report’
forms to ﬁll out. We were told not to worry about
whether damage looked old or new.
7. The criteria we used to assess buildings on
27 December 2010 was very different to the sort
of criteria that I imagine a structural engineer
might use. We were only concerned with issues
of immediate public safety, such as buildings
that were at obvious risk of collapse or where
materials had, or were, falling off and were
posing a risk to people or property. If we saw
anything that looked serious, we would phone
up the TF2 engineers and request their assistance.
8. In relation to the CTV building, my colleague
and I completed a visual survey of the building
from each direction. This included the alley
between the CTV building and the Arrow
International building. I noticed that there was
glass on the ground which had come from
the Arrow building. We also went up the alley
between the Arrow building and the AA building.
The older building next to the new Les Mills had
many bricks that had fallen down, as did the
back of Occidental Hotel (on Hereford Street).
We spent quite some time blocking off public
access to the areas around these buildings. It is
likely that we noted on those report forms that
an engineer’s assessment was required.
9. From all angles the CTV building looked ﬁne to
me and did not appear to pose an immediate
danger to the public. There was no obvious
structural damage, obvious cracking in the
columns, and no tell-tale signs on the ground
e.g. spalled concrete. The only damage I
observed was one broken window and pieces
of glass which had fallen out onto cars in the car
park below. We applied temporary hazard tape
around the area beneath the broken window.
I noted my observations on the report form for
the CTV building. I estimated that the overall
damage visible from the street was 0 – 1 %.
Based on what I saw I did not consider that
an engineering assessment was required.

The evidence of Mr Ayers was consistent with the green
“Inspected” placard that was issued by the CCC. The
information provided to the Royal Commission does
not show whether the CCC inspection or the USAR
inspection took place ﬁrst on 27 December 2010.

3.6.4 Building Manager
At the time of the Boxing Day earthquake Mr Drew was
not in Christchurch and he was out of cellphone range.
The shaking that he experienced did not register as a
major event until the following day when he was able to
clear his cellphone messages. At this stage he returned
to Christchurch as the building in which the medical
practice he managed was located in Gloucester Street
was red stickered.
He gave the following evidence about his attempt to
contact Mr Coatsworth at the CPG ofﬁce:
I rang the CPG ofﬁce when I got into town. They
had closed for holidays. I got a voice message, an
automatic message saying they will re-open I, think
it was on the 9th of January so, I did nothing more
than that, I thought I could do nothing more than that
until the New Year… I don’t recall the exact date.

His intention at the time was to arrange for Mr Coatsworth
to return and inspect the building in order to conﬁrm
his own observations that there was no additional
new damage. Mr Drew did not follow up on having an
engineer inspect the building and thought “my energies
were better employed getting that next phase underway”.
That “next phase” was to get the concrete repair
engineers on site to repair the damage that had been
identiﬁed from the earlier report by Mr Coatsworth.

3.6.5 Occupants’ concerns
During the hearing, we heard from a number of people
who had been in the building between the Boxing Day
and February earthquakes. The following is a summary
of the damage to the building that they recalled.

3.6.5.1 Lift Shaft
Mr Stephen Kissell, a contractor who provided access
to the liftwell for an inspection on 18 February 2011,
gave evidence about the cracks by the lifts. Mr Graeme
Smith operates the business Concrete Protection
and Repair Limited and carried out inspections and
prepared an estimate for repair of the damage from the
September earthquake. Mr Smith and Mr Kissell both
recalled horizontal and vertical cracking in the lift shaft.
The horizontal cracking aligned with the construction
joints at each ﬂoor. There was also cracking about
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halfway up each ﬂoor corresponding to the landings
for the stairs and the adjacent stairwell. Both types of
horizontal cracking were present for the full height of
the western lift shaft wall and the northern wall but not
the eastern wall.
Mr Smith recalled two vertical cracks on the northern
wall. The cracks approximately measured 1m and 1.5m
and were in the range of 0.2–0.5mm wide. He noted
that there was no spalling at any of the cracks.
Mr Kissell was unable to conﬁrm exactly how many
cracks he saw or exactly where they were.

3.6.5.2 Level 1
3.6.5.2.1 South wall
Ms Spencer recalled that existing cracks in the south
wall of the master control room increased to about
2–2.5m in length, which she said was almost the whole
length of the wall. She said although the overall width
of the crack did not increase, several smaller cracks
appeared leading off it.

3.6.5.4 Level 4
3.6.5.4.1 Internal
Ms Aydon said the crack in the video conference
room had increased to the full length of the pillar
running ceiling to ﬂoor. At the top of the pillar it was
approximately 50mm in width.
Ms Aydon considered that whatever was causing the
reception desk to slope had increased. They would
use Blu-Tack and rubber-bands to stop pencils rolling
off the desk. Ms Brehaut gave similar evidence and
said that her pen had not rolled when she worked at
reception in November.

3.6.5.5 Level 6
3.6.5.5.1 Internal column
Mr Bainbridge recalled a damaged column on the
corner of an internal room on the west side of the
building. He said the column had cracks in it but he did
not examine it closely.

3.6.5.2.2 North wall

3.6.5.5.2 Exterior spandrels on north wall

Mr Godkin said he noticed damage at ground level
about 2–3 weeks before the February earthquake. A
concrete non-supporting wall at the end of the car park
area had collapsed eastwards while another wall had
dropped and separated from the roof above it by about
20mm or so. Neither of these walls was load bearing.

Mr Bainbridge recalled a damaged spandrel between
levels 5 and 6 towards the north wall of the building.
He said the spandrel was not in line with the building
by about 100mm and was damaged and chipped at
one end. He believed it had experienced signiﬁcant
movement and had been compressed against the north
wall complex.

3.6.5.3 Level 2
3.6.5.3.1 North-west corner
Mr Hawker said pinhole cracks appeared in the northwest corner. He saw daylight coming through them.
3.6.5.3.2 South wall/East wall
Ms Jackson recalled two windows had broken on the
east wall and one on the south wall.
3.6.5.3.3 Internal
Ms Spencer was sure that the cracks in the internal
walls in the north-eastern end of the building had
increased, although she was unable to say to what
extent. She also recalled a signiﬁcant crack around an
internal pillar directly south of the western wall of the north
wall complex. The carpet along the edge of the internal
wall had separated from the pillar by about 10mm.
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3.6.5.5.3 Stairwell
Ms Cammock noticed cracks had appeared up the
stairwell in the north wall complex. She only noticed
cracking around levels 5 and 6. She observed fallen bits
of plaster and debris. The lights were not working and
these were never replaced.
3.6.5.5.4 Window frames
Mr Phillip Reynish, who was contracted to facilitate
the re-branding of the building in late January 2011,
noticed damage around the perimeters of the windows
along the eastern side and part of the south side of
the building on level 6. He said that in some places he
could see large gaps where the steel window frame
had pulled completely away from the concrete
window opening.
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3.6.5.5.5. North wall complex
Ms Cammock and Ms Kulpe said the cracks running
up either side of the lifts increased after the Boxing
Day earthquake. Ms Cammock described them as
“deep” and said they ran vertically from ﬂoor to ceiling.
She wasn’t able to say exactly how wide they were
but speculated they would have been approximately
a quarter to a third of the width of a pencil. However
she said they were easily visible, even from a distance
of approximately 10m away. She said it looked like
someone had pulled the wall slightly apart. Ms Cammock
said the two cracks were often discussed in staff
meetings. Ms Vivian remembered speaking with her
husband about the cracks but could not recall exactly
where they were.
Mr Kissell was particularly concerned about the crack
on the eastern wall and conﬁrmed it ran from under the
windowsill diagonally towards the corner of the lift. He
said its width was approximately 3mm.
Several witnesses gave evidence that the cracks to
the column outside the lifts (column C18) were more
noticeable. Mr David Bainbridge said the damage he
saw in February was worse than the damage visible
in a photograph taken on 6 October. The photograph
showed two cracks while he recalled three cracks
of approximately 5mm in thickness, as well as other
hairline cracks of about 2–3mm in thickness. The
cracks ran all the way around the column at about
200mm intervals. Mr Bainbridge recalled ﬂakes of
concrete, some as big as a 50 cent coin, had dislodged
at the base of the column exposing the aggregate inside.
Ms Vivian recalled the cracks were in a spiral pattern
and conﬁrmed they appeared to go right around the
column. They were approximately 10mm in width and
1–1.5m in length. Ms Vivian was worried about the
damage to the column so she contacted the CCC on
5 January 2011 to arrange an inspection of the building.
The CCC computer record of that call notes that
Ms Vivian referred to “a round structural pillar … (which)
has signiﬁcant cracks in it”. Ms Vivian later withdrew
that request for an inspection after speaking with
Mr Drew. Her evidence about this is referred to in
greater detail later in this section.
Mr Peter Higgins took photographs of the damage
as part of a scope of preparing a quotation for repair
works for Mr Drew. He photographed the cracked
column referred to by Mr Bainbridge and Ms Vivian.
It also shows damage to an overhead lintel beam.
Mr Higgins’ evidence is referred to in greater detail
later in this section.

Mr Bainbridge also recalled water damage on the
plaster board at the top of column C18. This was a
brownish discolouration on the ceiling panels that went
about a metre inwards from the column.
The cracking seen in the photographs taken by
Mr Higgins and Mr Pagan (Figure 50(a) and (b))
may indicate that damage had occurred to the
connection of the column to the wall D–E at level 7
(see Figures 7 and 8). This may have contributed to
increased ﬂexibility in the building because the column
contributed to the performance of the north wall
complex. Other contributors to the liveliness may have
been possible slippage of the drag bars attaching the
level 4, 5 and 6 ﬂoor slabs to the north wall complex
and damage to non-structural partitioning.
Witnesses described the ﬂoor of the building as having
some movement before the September earthquake
from people walking around and from the ﬁtness centres
(a ﬁtness centre was previously located on level 5
and Les Mills Fitness Centre had recently moved from
the adjacent lot). However, occupants of the building
described it as having more movement following the
September earthquake and some recalled it having
even more movement following Boxing Day. It was
described as responding to trafﬁc in the street and,
in particular, there was alarm at the way the building
responded to the demolition of a building immediately
to the west.
Ms Jackson appears to have been so convinced that
the building was at risk that she would run from it each
time there was a large aftershock. She managed to
ﬂee from the building as it collapsed behind her in the
February earthquake.

3.6.6 Request for CCC inspection
As can be seen from the summary above, building
occupants continued to hold serious concerns after
the Boxing Day aftershock. In particular, Ms Vivian,
who was a manager with Relationship Services on
level 6, said she concluded that the building had not
been inspected when she saw no sticker on it on
2 and 3 January. She came in through the main lobby
that day, which gave access to the north wall complex
and levels 3-6, and did not remember seeing a sticker
there. Council records show that a Level 1 Rapid
Assessment was carried out on 27 December so it is
difﬁcult to reconcile this with Ms Vivian’s evidence that
no sticker existed. This may, however, indicate that the
sticker was only on the CTV entrance, which was on the
south-east corner of the building, rather than the main
lobby entrance on the north-east corner.
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Ms Vivian contacted the CCC on the morning of
5 January 2011 (the ﬁrst working day of 2011) to
arrange an inspection after becoming concerned about
cracks to the column in the level 6 foyer. A copy of the
CCC computer record notes that call (see Figure 48).

Figure 48: CCC computer record of Ms Vivian’s telephone call on 5 January 2011

Ms Vivian later withdrew that request on the morning of
7 January after a telephone conversation with Mr Drew
on 6 or 7 January. A CCC computer record also notes
that call (see Figure 49).

Figure 49: CCC computer record of Ms Vivian’s telephone call on 7 January 2011
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There is a conﬂict between the evidence of Ms Vivian
and that of Mr Drew about what was said during their
telephone conversation. Ms Vivian said Mr Drew told her
an engineer had been through the building after both
September and Boxing Day. In an email on 1 March 2011
from Ms Vivian to her Chief Executive she recorded that
Mr Drew had told her he had “already had the building
inspected by his own engineers …” When that email was
pointed out to her by counsel assisting she accepted it
did not record Mr Drew telling her the inspection had been
after Boxing Day. Mr Drew said that after Boxing Day he
had relied on the CCC green placard, although he could
not recall whether he mentioned this to Ms Vivian. He said
he would have intended any reference to an engineer’s
inspection to be either the post-September inspection or
the CCC inspection that had been done after Boxing Day.
The evidence does not allow any ﬁrm conclusion to be
drawn about the actual content of the conversation.

3.6.7 Mr Drew’s actions after Boxing Day
The only additional visual damage reported to us which
occurred after Boxing Day was about the column at
level 6: given that would likely have been considered
alongside other apparent damage, it is unlikely on this
evidence alone that an engineer would have envisaged
the limitations of the building. It may have triggered an
examination of drawings but it is just as likely to have
not raised alarm.
At the end of December Mr Drew noticed additional
damage to the CTV building as a result of the Boxing
Day aftershock. However he said that this was limited
to some more broken windows and some cracks that
had widened. He was asked in evidence about the
cracks opening up and he said:
Well he had explained to me that’s just a normal
part of the ﬂexing. He expected that. He indicated
that there was no concern basically.

These comments related to a discussion with
Mr Coatsworth before the Boxing Day aftershock. Apart
from contacting CPG in January, Mr Drew did not take
any steps to arrange an engineer’s assessment of the
building after Boxing Day.
There had been difﬁculty in obtaining approval from
the insurers of the building to proceed with the repairs,
however Mr Drew said that he was advised on
15 January 2011 that the building owners had
agreed to proceed to have concrete contractors
inspect the building and prepare quotes. He
approached Concrete Protection and Repair Limited
and Concrete Techniques Limited for this purpose.

3.6.7.1 Concrete Protection and Repair Limited
Mr Graeme Smith from Concrete Protection and Repair
is a qualiﬁed civil engineer specialising in concrete
repair since graduating in 1994. He visited the CTV
building three times in early 2011. On his ﬁrst visit he
inspected the north wall complex and the south shear
wall from the outside. On his second visit he met with
Mr Drew and inspected both the inside and outside of
the building. On his third visit the lifts were stopped
and he inspected the inside of the lift shafts. He gave
evidence that:
As a general comment, the cracking that I observed
in the CTV building … was, in my experience,
unremarkable and did not give me cause for
concern... I can also say that the damage I observed
in the CTV building was consistent with and did
not appear to go beyond what was identiﬁed by
Mr Coatsworth in the CPG report, namely ﬁne
hairline cracks.

Mr Smith prepared a quote for Mr Drew dated
22 February 2011.

3.6.7.2 Concrete Techniques Limited
Mr Drew contacted Concrete Techniques early in
2011 and asked them to provide an estimate of costs
to repair cracking in various elements in the building.
Mr Peter Higgins, the southern regional manager, made
two visits to the CTV building in February 2011. The
ﬁrst visit was on 8 February, and as he had not seen the
Coatsworth report, he considered the visit preliminary.
Mr Drew identiﬁed typical damage, including column
C18 outside the lifts on level 6.
Mr Higgins visited the building again on 14 February
after he had reviewed the Coatsworth report. The
purpose of this visit was to quantify the scope of works
and he did not form any view about the nature of the
damage that he observed. He prepared a quote for
Mr Drew dated 15 February 2011. A photograph
produced by him shows that there had been potentially
signiﬁcant additional damage following the Boxing Day
aftershock to the east ﬁnger wall of the north wall
complex where it extended to column C18. The top of
column C18 was photographed by Mr Pagan as a part
of the assessment of the building on 29 September and
it is notable that his photograph did not extend to show
the damage that has been circled by Mr Higgins in
photograph A in Figure 50. It is likely that if this damage
had been there in September then it would have been
noticed and photographed by Mr Pagan.
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3.6.7.3 Assessment of Mr Drew’s actions after
Boxing Day
Mr Drew believed that the damage he saw on returning
to the CTV building after the Boxing Day aftershock
was not of signiﬁcant concern. He assumed that
the widening of the gaps in concrete was normal
and expected. His conﬁdence in the building was
demonstrated by his willingness to occupy the building
himself along with his wife and employees. Mr Drew
must have been aware of the signiﬁcance of the
aftershock, as his Gloucester Street premises had been
allocated a red placard as a result of it. Mr Drew was
also aware of the limitations of the green placard on the
CTV building, however he evidently continued to place
some reliance on it. This was not a responsible position
for him to take as the placard provided no guarantee
of the safety of the building. Mr Drew was aware of
tenants’ general concerns. He said in evidence:
This is all of course generally we’re having a range
of aftershocks and everyone’s pretty nervous.
There was lots of conversations about earthquakes
and buildings...

(a) Higgins

(b) Pagan

Figure 50: Photographs of column C18 on level 6
outside the lifts taken by Mr Higgins on 14 February
2011 and Mr Pagan on 29 September 2010
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Although CPG was closed over the Christmas break,
Mr Drew’s evidence was that he understood that they
were opening on 9 January 2011 (in fact it was likely
to be 10 January as the 9th was a Sunday). Mr Drew
accepted in evidence that he could have obtained a
further engineer’s report. At the very least we consider
that Mr Drew should have had a further conversation
with Mr Coatsworth about the increased damage, as
there was potential for the condition to be worse than
he assumed. The best approach would have been to
ask Mr Coatsworth to return to re-inspect the building
as he had existing knowledge of the damage from the
September earthquake.
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3.7 Demolition of the neighbouring
building
Evidence was given by a number of occupants of
the CTV building of the concerns they had in the
months following the September earthquake about
the demolition of the building immediately to the west
of the CTV building. In particular there was a general
perception that the vibrations and shaking associated
with the demolition work were having a detrimental
effect on the structural integrity of the CTV building.
The demolition of the neighbouring building, 213 Cashel
Street, which was occupied by Injury Solutions, began
in October 2010 and was completed approximately
a week before the February earthquake. A two storey
building to the west of that building at 207 Cashel
Street was also demolished in this period.
This issue was explored in some detail at the hearing
through witnesses’ descriptions of the effects of the
demolition, evidence from the CCC as to the demolition
application and its consideration of that application and
expert opinion on whether it was likely the demolition
could have affected the structure of the CTV building.
A number of those who worked in the CTV building
believed that it was joined to the adjacent building
at 213 Cashel Street because the two buildings were
so close (approximately 150mm) and because of the
effects they felt in their building when the adjacent
wall of 213 Cashel Street was demolished. Ms Kulpe
described a feeling of the CTV building being pulled
when the adjacent wall was removed. She said it made
the CTV building shudder. She thought that once the
wall had been removed the CTV building felt weaker
and would sway a lot more. Ms Aydon also described
how it felt as if the wall had been “ripped away” from
their building. Despite these observations, structural
drawings show that the CTV building was not designed
to be joined to the adjacent building and there was no
evidence to suggest that it was joined in any way during
or after construction.
Mr Malcolm Harris described the CTV building shaking
constantly with the movement of the diggers. He said
that when the wrecking ball was used the shaking was
as severe as a large earthquake. He thought that in
some ways the shaking from the demolition was worse
than the aftershocks because it was continuous. From
his observation the cracks along the western wall of the
CTV building appeared to lengthen and widen once the
demolition started.

Mr Fortune was in the process of installing cladding on
the western wall of the CTV building on 22 February
2011 and described the effect on the CTV building
when the wrecking ball was used to break up the
foundations by dropping it from a height of about
six metres. He said it felt like an earthquake. Other
witnesses, including Ms Marie-Claire Brehaut and
Ms Phillippa Lee, also described the constant shaking
as a result of the demolition. Mr Brown, who worked
for CTV until December 2010, said the CTV building
was quite sensitive and would shake and shudder a lot
as a result of the diggers and falling masonry, which
caused a lot of anxiety among the staff.

3.7.1 Building consent
Herriot + Melhish: Architecture Ltd submitted an
application to the CCC on 24 August 2010 for building
consent to demolish the building at 213 Cashel Street
and replace it with a car park. The site was immediately
to the west of the CTV site. The processing of this
application had been commenced but not completed
at the time of the September earthquake.
The building consent for this work was approved
for issue on 12 October 2010, and demolition was
largely completed before the February earthquake.
The neighbouring building to the west at 207 Cashel
Street was also demolished as it was damaged by the
September earthquake and following aftershocks. There
is no record of a building consent for that demolition;
however following the September earthquake demolition
of buildings of this type were exempted from the
requirement to obtain a building consent.
The demolition of the building at 213 Cashel Street
was carried out by Frews Contracting Limited. The
Methodology Statement approved by the demolition
consent prescribed the use of a large digger. However,
evidence given at the hearing described a wrecking
ball was also employed. This shook the CTV building
when it was dropped. Video evidence of the use of
a large digger with a pincer attachment to pull down
two storeys of brickwork was shown at the hearing.
This was within the scope of the approved consent,
but the wrecking ball was not.
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3.7.2 Effect on the CTV building
A statement of evidence was provided from Mr William
Dray, the civil engineer from the CCC who assessed the
application for the building consent. He said:
…I did not consider that the demolition work as
proposed would be capable of generating anything
like the forces necessary to cause damage to any
neighbouring building. The method proposed was
that two large diggers would enter the buildings
through the front and rear walls and merely pull
back the side walls to enable loosened bricks to
be collected and pallet stacked for re-use…

Dr Hyland and Mr Smith said in their report4 that it was,
“unlikely that structural damage was caused by the
demolition sufﬁcient to affect the earthquake resistance
of the CTV building”. The Expert Panel5 report
concurred with this opinion, as did Mr Rob Jury when
giving evidence during the hearing. Counsel for Dr Reay
and ARCL also submitted that it is doubtful this work
caused any damage to the building.
We also consider it unlikely that the demolition work
caused damage to the CTV building, although the noise
and vibrations were clearly disturbing to the occupants
of the building.
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3.8 The Clinic tenancy
The Clinic was a medical centre owned and run
by Mr Drew and has wife. Before the Boxing
Day earthquake it operated out of a building at
192 Gloucester Street. This building was allocated a
red placard following the Boxing Day earthquake.
During 2011 Mr Drew was in the process of buying
an interest in Madras Equities Limited, which owned
the CTV building, and was intending to relocate The
Clinic into the building. He decided to bring forward the
relocation and it was completed by 10 January 2011.
The Clinic occupied level 5 of the building.

A change in the use of a building is deﬁned in clauses
5 and 6 of the Building (Speciﬁed Systems, Change the
Use, and Earthquake-prone Buildings) Regulations 2005:
5

For the purposes of sections 114 and 115
of the Act, change the use, in relation to a
building, means to change the use (determined
in accordance with regulation 6) of all or a
part of the building from one use (the old use)
to another (the new use) and with the result
that the requirements for compliance with
the building code in relation to the new use
are additional to, or more onerous than, the
requirements for compliance with the building
code in relation to the old use.

3.8.1 Change of use

6

Mr Drew gave evidence that he made a telephone
call to the CCC in May or June 2010 to enquire about
whether he could move the medical centre into the CTV
building. He said that as a result of this conversation
he “wasn’t aware of any restrictions or authorities
required”. For this reason, he did not notify the CCC
before moving The Clinic into the building.
We heard some evidence and submissions about
whether this relocation was a change of use under the
Building Act 2004 and whether the CCC was required to
approve it before occupancy commenced. If there was
a change of use, the CCC would have been required
by section 115(b) of the Act to consider whether the
building complied with the Building Code provisions for
(amongst other things) structural performance, as nearly
as was reasonably practicable.
The CCC records indicate that before The Clinic
occupied level 5, the ﬂoor had been used by Empower
Rehabilitation as a physiotherapy clinic. The CCC’s
position was that introduction of a medical clinic was
not a change of use, even if the ﬂoor had been used as
ofﬁces prior to The Clinic.

Change the use: what it means

Uses of buildings for purposes of regulation 5
(1) For the purposes of regulation 5, every
building or part of a building has a use
speciﬁed in the table in Schedule 2.
(2) A building or part of a building has a use
in column 1 of the table if (taking into
account the primary group for whom it
was constructed, and no other users of the
building or part) the building or part is only
or mainly a space, or it is a dwelling, of the
kind described opposite that use in column
2 of the table.

The relevant part of Schedule 2 included:
Use

Spaces or dwellings

Examples

WL
(Working
Low)

spaces used for
working, business,
or storage—
low ﬁre load1

…places for
provision of
personal or
professional
services, dental
ofﬁces, laundries
(self-service),
medical ofﬁces,
business or other
ofﬁces, …
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“Medical ofﬁces” are in the same category as “business
or other ofﬁces”. For this reason, we agree that the
introduction of The Clinic into level 5 of the building, or
the physiotherapy clinic prior to that, did not amount
to changes of use. There was no requirement to notify
the CCC of the new tenancy unless work was to be
undertaken that required building consent.
If Mr Drew had decided to alter the structure of level 5
of the building in some way to make it more suitable
for the medical clinic, a building consent would have
been required. Section 112(1) of the Building Act 2004
applies to alterations to existing buildings. This section
requires the building consent authority to consider
whether, after the alterations, the building will continue
to comply with the Building Code “to at least the same
extent as before the alteration”. Alterations to level 5 of
the building are unlikely to have triggered a structural
upgrade, but the issue does not arise because no such
alterations were ever made.
If the building was considered to be earthquake-prone
when an application for a building consent was lodged,
the owner would have been required to comply with
the CCC earthquake-prone buildings policy, which
would have required some upgrading if the work was
“signiﬁcant”. The CCC earthquake-prone buildings
policy is discussed in more detail in Volume 4 of this
Report. However, the CTV building was not considered
by the CCC to be earthquake-prone under the Building
Act 2004. We agree that the building did not meet the
deﬁnition of earthquake-prone under the Act.
For these reasons, Mr Drew was entitled to relocate
The Clinic into the CTV building without making any
application to the CCC, and the introduction of the
tenancy did not constitute a change of use. Mr Drew
would have been required to apply for a building
consent before initiating any alterations.
Whether the building was suitable for use as a clinic
without alteration or refurbishment is a concern of
some bereaved families. That issue is not relevant to
why the building failed and therefore outside the
Royal Commission’s Terms of Reference.
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Section 4:
The February earthquake
4.1 Description of the February
earthquake
REHS

CTV Building

CBGS

CHHC

CCCC

Figure 51: Location of seismic measuring stations and predominant direction of ground accelerations at the site of
each location in the February earthquake. The location of the CTV site is also shown.

The most destructive of the earthquakes to strike
Christchurch occurred at 12:51pm on 22 February 2011
on what is now commonly referred to as the Port Hills
Fault. Of magnitude 6.2Mw, the rupture occurred on a
north-east/south-west oriented fault at a shallow
depth, reaching to within one kilometre of the surface.
The resulting ground motions were extremely high.
The existence of this fault was unknown before
the February earthquake, but there had been some
aftershock activity in this area prior to the 22 February
event. This earthquake led to the collapse of the
CTV building.
The nature and intensity of the February earthquake are
described in greater detail in Volume 1, section 2 of this
Report, in particular in section 2.7.1.3.
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4.2 Description of collapse by
eyewitnesses
4.2.1 Introduction
The effect of the February earthquake on the CTV
building was sudden and catastrophic. It collapsed
rapidly and almost completely, effectively “pancaking”.
A number of eyewitnesses to the collapse of the
building gave evidence of their observations and
experiences. We acknowledge the difﬁculty and
distress involved in giving this evidence, particularly
for those people who were in the building when the
earthquake struck. The evidence has contributed to
our understanding of the collapse.
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meeting room in the south-west corner of level 6 of the
building. Ms Kendyll Mitchell was in the reception area of
Relationships Aotearoa with her two children, Jett who
was three years old and Dita, aged 10 months.

4.2.2 Eyewitnesses
Seven eyewitnesses who were in the building at the
time of the earthquake gave evidence.
Many of these persons have already been referred to in
section 3 because their evidence was also relevant to
damage observed in the building prior to the February
earthquake. Ms Maryanne Jackson who worked as a
receptionist for CTV on level 1. When the earthquake
struck she ran from the building just before it collapsed.
Figure 52 shows the path she took. She was the only
survivor from levels 1 and 2. Ms Nilgun Kulpe and
Ms Elizabeth Cammock were with other staff in a

They were waiting for a counselling appointment for
Jett who was suffering distress causing loss of sleep as
a result of the September earthquake and aftershocks.
Ms Phillippa Lee was working in the north-east corner
of level 5. Mr Ronald Godkin was standing waiting for
the lift. Ms Margaret Aydon was in her ofﬁce in the
north-east corner of level 4.The locations of these
witnesses are shown in Figure 53.

Level 1 (ground)

A

B

C

D

E

F

North wall complex

5

Toilets

Stair

Lifts

N
4
Square
column

WITNESS LOCATIONS
1. Maryanne Jackson
and exit route

Car park

Offices

Madras Street

Demolition site

West block wall

3

2

1
South shear wall

Maryanne’s
exit route

1
Car park

Figure 52: Level 1 ﬂoor plan showing the location and exit route of Maryanne Jackson
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A

B

C

Level 3-6

D

E

F

North wall complex

5

Landing

Toilets

Lifts

N

Stair

7

4

WITNESS LOCATIONS

2
5
6

2. Kendyll Mitchell and
her two children, Level 6
3. Elizabeth Cammock, Level 6

2

4. Nilgun Kulpe, Level 6

West block wall level 3 only

3

5. Margaret Aydon, Level 4
6. Phillippa Lee, Level 5
7. Ron Godkin, Level 4

3,4

1

South shear wall

Figure 53: Floor plan for levels 4, 5 and 6 showing the location of witnesses

The Commission also heard from eight witnesses who
were outside the building at the time of the earthquake
and witnessed its collapse. Their locations are shown
on Figure 54. Once again, some were referred to earlier.
Mr Tom Hawker and Ms Penelope Spencer were on
their lunch break crossing Cashel Street, about to come
back into the building when the earthquake struck.
Mr Michael Williams was employed by Inland Revenue
which was situated almost directly opposite the CTV
building on the south side of Cashel Street. He was
standing on the fourth ﬂoor of the IRD Building facing
the CTV building when the earthquake struck.
Mr Stephen Grenfell is the General Manager of
Blackwell Motors which was situated directly opposite
the CTV building on the north-east corner of Madras
and Cashel Streets. He was in his motor vehicle parked
on the east side of Madras Street outside Blackwell
Motors. Mr Matthew Ross was driving his van west
on Cashel Street approaching the Madras Street
intersection. Mr Euan Gutteridge was standing on the
east side of Madras Street approaching the intersection
of Cashel and Madras Streets. Mr Stephen Gill was
employed as a maintenance manager for Les Mills World
of Fitness, which was situated at 203 Cashel Street,
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west of the CTV building (on 22 February 2011 there
was empty land between the two buildings as a
result of the demolition of 213 Cashel Street). He was
standing on the rooftop of the Les Mills building at the
time of the earthquake. Mr Leonard Fortune was one of
two workmen who were on a scissor lift on the western
side of the CTV building near the south-west corner.
They were in the process of installing cladding to the
western side of the ﬁrst three levels of the building.

WOOLSACK LANE
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Plan not to scale

Location of Witnesses
1. Tom Hawker
2. Penelope Spencer
3. Michael Williams, Level 4
4. Stephen Grenfell
5. Matthew Ross
6. Euan Gutteridge
7. Stephen Gill (on Roof)
8. Leonard Fortune (on scissor lift)

Landing

Toilets

Lifts
Stair

LES MILLS

N

4

DEMOLITION SITE
(OLD LES MILLS)

CTV
BUILDING

7

CASHEL STREET
2

1

3

MADRAS STREET

8

5

6

IRD BUILDING

Figure 54: Location plan for external witnesses to the collapse
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Figure 55: Photograph of Kendyll Mitchell and Dita
(aged 10 months) in the arms of rescuers
(source: Kendyll Mitchell)

Figure 56: Photograph taken from the south-east corner
of the CTV site approximately 30 minutes after the
22 February 2011 earthquake (source: Michael Williams)

4.2.3 Collapse descriptions
Sometimes witnesses to the same event will give
differing accounts, particularly when the event is
sudden, shocking and life-threatening. There were
variations in the accounts of the eyewitnesses in this
case. However a general concurrence emerged about
some things.

4.2.3.1 Twisting/shaking
One of the ﬁrst sensations described by some of
those in the building was a twisting motion. Mr Godkin
described the sensation as like the rotation of a clothes
dryer. Ms Kulpe said the building “seemed to be
twisting anti-clockwise”. Mr Grenfell, who was standing
beside his car, looked up and saw the building twisting
towards the east in a slightly northerly direction. We
infer that this was describing a rotational movement.
He said it was “rocking back and forth and appeared
to be trembling”. Mr Gutteridge said he “could see the
building shaking and twisting considerably back and
forth in both an east-west and a north-south direction.
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Figure 57: Leonard Fortune and co-worker on a
scissor lift working on the western wall of the
CTV building prior to the 22 February 2011 earthquake
(source: Canterbury Television)

It was as if the building was twisting around the northwest corner of the building”. Mr Fortune, who looked
up at the south-west corner, saw the building sway
towards the west.

4.2.3.2 A period of calm
Some of the eyewitnesses described a very brief period
when the initial violent twisting or shaking appeared to
stop. Ms Lee remembered a pause in the shaking, long
enough for her to stand and start to walk towards her
colleague Ms Dian Falconer. Ms Elizabeth Cammock
remembers the building not moving “a whole lot”
and said two of her colleagues ran for the door frame
of the meeting room in that fraction of a section.
Mr Williams described the initial shaking as becoming
more and more violent and then suddenly stopping.
He had taken cover under his desk, but then had time
to stand up and start to call his team together. He said
it was at that point that he heard a rumbling sound
which made him look outside. That was when he saw
the CTV building collapse.
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4.2.3.3 A tilt towards the east
Ms Cammock described the ﬁrst movement she
recalled as the building suddenly lurching to the east.
She had her back against the eastern wall of the
meeting room and said she felt like she was being
tipped over backwards and could see her colleagues
and things in the room sliding towards her. She then
described the brief pause after this ﬁrst strong lurch
before the building began to shake uncontrollably.
Ms Kulpe described seeing a ﬁling cabinet which had
been bolted to the wall falling in a south-east direction.
She perceived the building collapsing in the southeast corner because of the way the ﬂoor was tilting.
Mr Godkin noticed items that were on a bookcase in the
foyer area fall towards the east. Two of the witnesses
who were outside the building also noticed a tilt or lurch
to the east. Mr Grenfell saw the building twist towards
the east and Mr Ross thought the building was going to
collapse over Madras Street and was surprised when it
seemed to drop straight down.

4.2.3.4 A vertical drop
Violent vertical jolts were felt by a number of
eyewitnesses, no doubt corresponding to the high
vertical accelerations in the earthquake. Ms Kulpe felt
a vertical jolt which almost propelled her off her seat
and upwards. When she reached the door frame there
was another sharp jolt and the ﬂoor lifted underneath
her. Mr Grenfell recalled his car suddenly lurch forward
and then felt it jump up off the ground. Mr Ross said it
almost felt like his van was lifted off the road by one big
jolt that followed the strong shaking and immediately
preceded the collapse of the building. Mr Gill said that
from his position it looked like the south-west corner of
the building lifted before it gave way. Mr Fortune, who
was at the south-west corner, said there was a strong
vertical jolt and the scissor lift seemed to jump, sending
him in the air. He said the building itself almost seemed
to jump upwards including the masonry blocks in the
wall in front of him. He estimated vertical movement of
probably 200mm.

4.2.3.5 “Pancaking”
Most of the eyewitnesses described a “pancake”
effect in which the building collapsed almost straight
down, the top ﬂoors initially being intact during that
movement.
In her statement, Ms Jackson described how she ran
straight across Madras Street. She was about three
quarters of the way across the road when she looked
over her shoulder and she saw the building collapse.
She thought, “it had pancaked, with all six levels down

to rubble”. Ms Kulpe described feeling the building
going down but said it wasn’t a free fall and felt like
they were on a slope with a downward movement at
the same time. She said it happened in stages and
ended with “a bit of a jolt” similar to being in an elevator
when the ground ﬂoor was reached. She said she was
still standing and holding on to the door frame at this
point. Ms Mitchell described feeling like she was being
“sucked downwards because the ﬂoor was going
down fast”.
Those witnesses who saw the building from the outside
also described it coming straight down. Mr Grenfell
said it “looked like it had come down on itself”.
Mr Ross said that dust began to rise up from the
ground as the top of the building began to drop.
He thought the lower levels of the building must have
collapsed ﬁrst as he could see the top ﬂoors were intact
as they disappeared into the dust. Mr Hawker observed
something similar. He saw level 6 fall as a whole,
staying intact as it fell and not collapsing until it hit the
rubble at the bottom. He had thought that because of
the way the building was swaying it might fall towards
him and Ms Spencer, but it fell straight down.
Ms Spencer said she saw level 5 collapse down and hit
the next ﬂoor down and stop for about half a second
and then drop again to the next ﬂoor. The building then
pancaked all the way to the ground. She too saw level
6 drop as a unit staying intact until it hit the bottom.
They both said the building had come down so straight
that Mr Hawker’s car, which was parked in the CTV car
park adjacent the south wall of the building, had only
minimal damage.
Mr Fortune said it looked to him like the building had
“fallen into a hole”. Mr Williams also described the
building appearing to sink into a hole and being intact
as it fell. He thought it was like seeing the collapse of
the World Trade Centre Building – “the top ﬂoated down
and was engulfed by dust”. He thought that the building
“would be all over the show” so was surprised to see
that it had fallen “into a complete square”. He could
see cars parked up against the front of the building that
were relatively undamaged.

4.2.3.6 The vertical drop of the south side
of the building
A number of eyewitnesses described the south side of
the building dropping during the earthquake. Mr Godkin
recalled that as he dropped to the ﬂoor and looked he
saw someone whose hands were outstretched above
the head disappearing from view as the ﬂoor they were
on appeared to drop. He could see the ﬁre escape
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remained standing. Ms Lee described falling towards
the south and her desk falling towards her. Ms Aydon
said the building was deﬁnitely on a slope southwards
perhaps even slightly west.
Mr Grenfell said he saw the south-east corner of the
building collapse at what he thought were levels 1 and
2. The north-east end of the building appeared to be
more intact as the building came down. Mr Gutteridge
too recalled the collapse appearing to begin in the
south-east corner, about two or three ﬂoors up, and
rapidly work its way back from there. He recalled seeing
some pillars (columns) on the south-east corner of the
building, about two or three ﬂoors up, fall outwards as
the entire building collapsed on itself. Mr Gill described
the south-west corner of the building “as if someone
had kicked the corner really viciously and the whole
corner just caved in”. Mr Fortune said he saw a column
on the south-west corner of the building between levels
3 and 4 that had cracked in the middle buckle and fall
outwards towards the west. Mr Hawker said he saw
cracking appear on level 5 and then this level collapsed
ﬁrst and pancaked down. He believed the cracking he
saw was on the outside of the pillar at level 5 which
appeared to shatter outwards. He also saw glass
break at level 2. Ms Spencer also noticed the glass
on every ﬂoor of the south side shatter. She then saw
the concrete columns on level 5 explode and shatter
outwards and that was when the building began to
collapse downwards.

4.2.3.7 Speed
Although we accept that a sense of time in a dramatic
event such as this can be unreliable, the concurrence
of the eyewitness accounts strongly suggests that the
collapse of the building occurred within seconds.
Ms Jackson stated that after about seven to eight
seconds of shaking she knew she had to get out of the
building and ran to the front door. All of the windows
started coming in as she was running. She said she
would have been across the road within seconds and
it was as she was almost across the road that she
looked over her shoulder and saw the building
collapsing behind her. Ms Aydon said that it “all
happened in a matter of seconds”. So too did
Ms Cammock, describing the building as coming
down in about 15–20 seconds.
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Eyewitnesses from the outside of the building
(Mr Grenfell, Mr Gutteridge, Mr Gill, Mr Hawker and
Ms Spencer) were all of the view that the building
collapsed about 10 seconds after the earthquake
began.
It is unrealistic to expect prediction of time estimates
such as these. For present purposes it is sufﬁcient
to record that the building is likely to have collapsed
completely between 10 and 20 seconds after the
earthquake began.

